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ABSTRACT 

It is recognised that smoke is the major killer in most fires. In buildings with 

mechanical heating, ventilation or air conditioning (HVAC) systems the traditional 

reaction to a fire was to shut the HVAC system down, although in recent years some 

buildings have included a smoke management mode as part of their HVAC system, 

and/or have dedicated smoke management equipment (eg stair pressurisation). 

The current Building Code Approved Documents give little guidance on the 

appropriate actions for HVAC systems to take in the event of a fire, and some 

requirements of the Acceptable Solutions are unclear. The objective stated in the 

Approved Documents is to avoid allowing smoke to spread to other firecells via the air 

conditioning system. HVAC systems can be utilised to actively manage smoke 

movement and can achieve this in a variety of ways. 

This report attempts to provide some improvements to the Approved Documents and 

to give general guidelines to assist non-mechanical fire engineers and non-fire 

mechanical engineers in designing or specifying appropriate responses to a fire in a 

typical multistorey building. The report does not examine smoke control in atria or 

other large spaces. 

The various generic classes of ventilation or air conditioning systems are described 

and the appropriate behaviour of each under fire conditions is discussed. 

Results of some computer modelling of air (and cold smoke) flows around typical 

buildings are presented. The modelling indicates that the current levels at which 

active smoke control is invoked in the Acceptable Solutions are appropriate. It also 

suggests that the frequent practice of shutting off the ventilation system on a fire 

alarm may not be the best solution to managing smoke flows within the building. 

Particular sections of the Acceptable Solutions relating to mechanical ventilation 

which are unclear or confusing are also discussed with suggested amendments 

proposed. 
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1. INTRODUCTION 

It has long been recognised that the smoke and toxic gases produced during a fire are 

a frequent cause of the fatalities that occur in building fires. Often the victims are in 

parts of the building that are distant from the actual flaming fire, but are killed by 

effects of the smoke which has migrated large distances. Control of smoke 

movement is therefore vital to the safety of building occupants in the event of a fire. 

The heating, ventilation and air conditioning (HVAC*) system can be an ideal means 

of transporting the smoke, either intentionally or unintentionally. 

By design, the HVAC system that is installed in most commercial buildings moves 

large quantities of air from one part of the building to another. Air is the main 

constituent of smoke and so the HVAC system can also move smoke to areas far 

from the fire itself. 

When operating as designed the HVAC can therefore be utilised to enhance the 

safety of the building as part of an integrated smoke management system - to remove 

smoke from the fire zone and discharge it safely, or to prevent smoke reaching 

particular areas by providing counteracting air flows. Conversely, if the behaviour of 

the HVAC under fire conditions is inappropriate it can add to the volume of smoke and 

perhaps even move it to areas where the smoke endangers the building occupants. 

HVAC systems are not all alike. They come in a variety of configurations and types, 

and each has its own strengths and weaknesses in many aspects, including the ability 

to control smoke movement. 

The NZ Building Code Acceptable Solutions do not specifically address the question 

of the behaviour of HVAC systems under fire conditions in a multi-storey building, 

other than to note that Australian Standard AS1668.1 is an acceptable method of 

compliance. A common alternative approach taken by many designers is simply to 

stop the HVAC system in the event of an alarm. Which action is better? Are there 

• The terms 'HVAC system' and 'Air Conditioning system' are used interchangeably in this report 



Page 5 

circumstances where these reactions may unintentionally allow smoke to be spread 

around the building? This report discusses the various types of HVAC systems and 

the appropriate response of each type to a fire alarm. 

AS1668 provides a prescriptive solution that, in the event of a fire alarm, selectively 

operates the HVAC plant in smoke control mode to achieve flows and pressures 

which actively restricts the smoke from endangering the occupied spaces. Whilst this 

may be an effective way of handling the problem with some types of systems, there 

are other HVAC system types which cannot operate effectively in a smoke control 

mode. There may also be solutions other than AS1668 that are equally valid under 

some circumstances and with some system types. 

In addition, the standard is a prescriptive document which is difficult, if not impossible, 

to fully comply with in the case of a retrofit to an existing building and is inappropriate 

to some system types. An understanding of the general principles of HVAC systems 

and how they relate to smoke movement will assist the fire engineer in specifying 

appropriate reactions to a fire event. 

This report looks at the types of air conditioning and ventilation systems that are 

typically found in New Zealand multi-storey buildings and assesses the appropriate 

response of the various system types to a fire event, as well as making some 

recommendations on aspects of specific sections of the existing Building Code 

Acceptable Solutions. 
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2. LITERATURE REVIEW 

One of the performance requirements of New Zealand Building Code, clause C3 [BIA, 

1995] states "Air conditioning and mechanical ventilation systems shall be constructed 

to avoid circulation of smoke and fire between .firecel/s" (clause C3.3.7). Air 

conditioning system designers must therefore make conscious and informed decisions 

on the management of smoke from a fire and how the HVAC will affect the smoke 

flows within the building. 

It is recognised that smoke is a major cause in fatalities in building fires. Semple 

[1977] reported that over 80% of fire deaths are attributed to smoke. Often the smoke 

migrates to areas remote from the actual source of the fire as has been well 

documented in the fires at the MGM Grand Hotel (1980), the Roosevelt Hotel (1963) 

and others [Kiote & Milke, 1992], where the majority of the fatalities occurred many 

floors above the site of the fire and well away from the direct effect of the flames. 
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Fig 2.1, Locations of deaths on upper floors where the fire was located on floor 1• 

• Figure copyright 1992 by the American Society of Heating, Refrigerating and Air-Conditioning Engineers, Inc. Reprinted 
with permission from Klote & Milke, 1992. 
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The NZ Building Code Acceptable Solutions [BIA, 1995] include a statement that 

Australian Standard AS1668.1 [SAA, 1991] is an acceptable method for dealing with 

HVAC systems and how they should behave under fire conditions. However, the 

Acceptable Solutions do not make compliance with AS1668.1 mandatory and nor do 

they directly give any alternative means of compliance. In the USA, NFPA92A [NFPA, 

1993] recommends responses which are similar in principle to the Australian 

Standard, although the NFPA document is not as prescriptive. There is no equivalent 

New Zealand standard covering the behaviour of HVAC systems. A draft joint 

AS/NZS standard [SAA/NZSA, 1996], based heavily on AS 1668.1, was issued for 

public comment but was subsequently withdrawn. 

The traditional reaction of the HVAC system under fire alarm conditions was to shut 

the system down [Kiote, 1994; Klote & Clark, 1991, Chapman, 1983]. This reaction 

has been recommended since the 1930's with the intention of preventing the spread 

of smoke by the ventilation system and to stop the HVAC from feeding air to the fire. 

This is still the principal reaction in many buildings today. However, having the HVAC 

inoperative does not necessarily stop the smoke from migrating via the air duct 

systems to other parts of the building under the influences of stack effect, buoyancy 

or wind [Kiote, 1988], with the stack effect being the dominant influence [Taylor, 

1982]. 

Semple [1977] reported that all known smoke inhalation fatalities in US and Canadian 

high-rise buildings fitted with central plant HVAC had occurred when the HVAC 

system was shut down. 

Klote [1993] noted that stopping the air system was in part also a reaction to a 1930's 

analysis that found a high proportion of building fires were located within the air 

systems themselves. This problem has largely been addressed by the use of 

components which are non-combustible or of limited combustibility (eg sheet metal 

ducts) but any system will contain some components which are at least in part 

combustible or are a source of smoke or ignition, such as electric motors, fabric air 

filters and insulation. There are also alternative products being introduced into the 

marketplace frequently which use non-traditional materials. However, any proposal to 

use alternative materials must recognise the consequences of potentially combustible 
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components in an environment where the products of any fire will be rapidly spread to 

occupied areas. 

The danger in not shutting down the HVAC is that, when operating as intended, the 

HVAC systems mix the air within the occupied space (which can create more smoke) 

and also transport large quantities of air around the building. HVAC systems can 

therefore easily increase the volume of smoke and/or carry it to remote parts of the 

building very quickly. 

In the 1960's the use of pressurisation as a means of preventing smoke movement 

into stairways was introduced. Butcher & Parnell [1979] discussed tests carried out by 

the UK Fire Research Station which found that an excess pressure of SPa was 

sufficient to prevent smoke from intruding through door cracks in a stairway, and this 

pressure was also sufficient to stop smoke spread when the door was opened briefly 

(such as when it was opened to allow a person through). Further measurements on 

pressures due to wind effects found similar values. On the basis of these tests they 

recommended that pressure differentials of 25-SOPa should be used to prevent smoke 

movement. 

In the early 1970's the concept of zoned smoke control was introduced (the "pressure 

sandwich") [Kiote, 1994; Rye, 1984], using the HVAC to influence and control the 

smoke movement and overcome the natural smoke migration paths (buoyancy, wind 

and stack effects). The principle of operation was to make use of selective air supply 

and removal to create higher and lower pressure zones to contain the smoke in the 

region of the fire. By extracting air from the fire zone while restricting the supply path 

to the area, at the same time supplying air to adjacent zones, pressure differences are 

created at the zone boundaries which can be sufficient to prevent smoke from flowing 

out from the fire zone. 

Taylor [1982] reports that the 'pressure sandwich' can be highly effective in limiting 

the movement of smoke and also protects lift shafts and stairways. It has also been 

reported by Semple [1977] to have contained the fire spread in an apartment fire. 

The concept is, however, relatively new and a consensus on "reasonable" design 

parameters has not been reached [Kiote & Clark, 1991 ]. 
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These methods of pressurisation and zone control are now regarded as part of the 

overall concept of a smoke management system. 

The objectives of a smoke management system [Narayanan, 1996] include 

• Maintaining the smoke layer interface above a particular height 

• Maintaining a tenable environment in all exit access and refuge access 

paths for sufficient time to allow the safe evacuation of all occupants 

• Limiting the spread of smoke from the fire/smoke zone into safe exit paths 

• Providing adequate visibility to allow Fire Service personnel to conduct 

their fire fighting activities 

• Exhausting accumulated smoke within a specified time 

• Limiting the smoke layer temperature. 

A smoke management system consists of a combination of active and passive 

systems which interact to achieve these objectives. A lack of understanding of this 

interaction can lead to excessive design or the failure of the systems to operate as 

intended. 

Sprinklers are not an alternative to a smoke management system [Narayanan, 1993]. 

While sprinklers will control the fire size and hence influence the temperature and total 

volume of smoke released, they cannot influence the paths that the smoke will take as 

it moves away from the fire source. 

Smoke removal (purging) alone, where air is supplied and smoke exhausted from the 

space containing the fire is not in itself effective in preventing smoke from being 

transported around the building [Kiote & Budnick, 1989; Semple, 1977] unless it is 

also combined with pressurising of adjacent spaces. Smoke removal CC!nnot control 

or extinguish the fire, however, it does remove hot gases which establish radiation 

feedback to the fire [Taylor, 1982]. 

Where the HVAC system is capable of operating in a smoke control mode, automatic 

initiation is regarded by Taylor [1982] as best, to gain maximum benefit as early as 

possible in the fire growth [Taylor, 1982; Klote & Milke, 1992]. 
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Automatic initiation is not however universally advocated, as discussed by Chapman 

[1983] and there is no doubt that an incorrect or inappropriate response by the HVAC 

to a fire alarm signal can exacerbate the situation by unintentionally spreading smoke 

to other parts of the building. Manual activation by the attending Fire Service will 

probably be too late in the fire growth to be of use and could even spread the fire by 

moving combustible gases to other locations. 

There is however general agreement that a manual override should be included for 

Fire Service use. 

Where automatic initiation is used, the system designer must carefully consider what 

signals will be used to identify the fire location and initiate the smoke control mode. 

Manual call points should never be used as they may be operated far from the fire 

location. Similarly, Klote & Milke [1992] note that caution must be exercised if smoke 

detectors are used, as the smoke could have already spread some distance from the 

source before triggering a detector. 
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3. SMOKE MANAGEMENT OBJECTIVES 

3.1 What is Smoke? 

Smoke is defined by NFPA92A [NFPA, 1998] as airborne solid and liquid particulates 

and gases evolved when a material undergoes pyrolysis or combustion, together with 

a quantity of air which is entrained or otherwise mixed into the mass. 

The combustion products which are typically found include unburnt fuel, water vapour, 

carbon dioxide, carbon monoxide and other gases which may be toxic or ·corrosive. 

As the smoke moves away from the fire, air is entrained which dilutes and cools the 

smoke. The resulting mix is however still likely to be a hazard due to the temperature 

or concentration of gases. Effects on people can include the toxic effects due to the 

gases but also disorientation due to lack of visibility and high temperatures. 

Particular fuels that are typically found in a building fire will produce their own specific 

combustion products. Plastics, polyurethane foams and PVC electrical insulation are 

found in significant quantities in any commercial or domestic occupancy and all 

produce quantities of various toxic substances when burnt. 

Once the smoke is away from the immediate vicinity of the fire, the entrained air 

becomes the principal component and so for the purposes of fluid dynamic analysis of 

the smoke flows its physical properties may be taken as those of hot air. It should be 

noted, however, that the concentrations of hazardous products may still be substantial 

and the effects on a person may not be insignificant. 

Smoke is generally thought of as being visible, but the definition above also includes 

invisible gases which are produced during a fire. 

The temperature of the smoke will depend on a variety of factors, including the fire 

size, the ambient temperature, the thermal characteristics of the surrounding surfaces 

and how much air has been entrained. In the vicinity of the fire the smoke will be hot 

and will rise to form a layer below the ceiling above. As it moves away from the fire 
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the smoke will be cooled by transfer of heat to surrounding surfaces and by dilution 

with cooler air. 

If the hot smoke layer is above about 200°C, it is likely to be radiating sufficient heat to 

cause injury to persons below (the threshold is often taken as 2.5kW/m2
), even 

though they are not in direct contact with the smoke, and it will therefore prevent 

escape by any route passing below the smoke. 

If the temperature is cooler, it may be possible for people to pass actually through the 

smoke but the ability to do so will depend on a variety of factors including the 

temperature, the distance to travel, the degree of visual obscuration as well as the 

presence of any other irritating or toxic components. Smoke above about 120°C (dry) 

or 1 00°C (humid) is probably too hot to allow passage through for any significant 

duration, regardless of any other factor that may be present. [Purser, 1995] 

The prime objective is to prevent the escape routes becoming bloqked by smoke. 

Evacuation of a building where the occupants pass through areas of some smoke 

contamination is feasible, but the conservative objective of most designers is to 

eliminate contact with smoke. To this end, smoke management systems usually aim 

to contain the smoke within the immediate zone of the fire (on the assumption that 

occupants in the immediate vicinity of the fire will escape early in its growth) and/or 

exhaust it to an area away from the building occupants. 
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3.2 Smoke Volumes 

The volumes of smoke generated will be governed by a variety of factors, the most 

significant of which is the size of the fire itself. As discussed above, the smoke plume 

generated by the fire will contain the combustion products and also entrained air. 

Smoke plume mass flows 

A selection of plume flow correlations have been reported by Seyler [1986), among 

which there is a reasonable level of agreement. The correlations for mass flow (and 

hence the volume of smoke) in the plume are of the form 

where m =smoke mass flow (kg/s) 

z = clear height above the notional plume origin (m) 

Q = fire heat release rate (kW) 

A and n are constants 

The correlations generally agree that the constant n has a value of 5/3, but a range of 

values for A are reported, from 0.066 to 0.138, with a majority favouring values 

around 0.08. Note that the height z is defined as being above the notional plume 

origin point, not above the plane of the actual fire itself. Applying the values above, 

the correlation reduces to 

m = 0.08z 513Q113 

A 'virtual origin' correction must be applied to the actual height which is derived from 

the fire diameter and heat output. The virtual origin zo is the distance that the notional 

plume origin is above the actual fire location and is given by 

zo = -1.02D + 0.083Q 215 

where D = fire diameter (m) 

A negative value of zo indicates the virtual origin is below the actual fire. 
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Buchanan [1994] also discussed a mass flow correlation from Hinkley, which (when 

typical ambient values are applied) reduces to 

m = o.I88pY 3
'

2 

where p = fire perimeter (m) 

Y = clear height above the fire (m) 

Heskestad [1995] gives correlations for mass flow for the region below the mean 

flame height, as well as above the flaming region. The equations are: 

(above the flame region) 

(in flame region) 

where 

m = 0.0056Qc ~ 

Qc = the fire convective heat release rate (kW, typically 70% of 

the total heat release rate) 

L = flame height (m) 

= -l.02D+0.235Q215 

Hesestad's correlations appear to be similar to the ones used to calculate smoke 

plume volumes in the FPETool computer package, except for slight differences to the 

constants. 

The three equations given above for the mass flow rates give similar results in the 

range of values under study here (fire diameters 1 to 3m, ceiling heights around 2.5 to 

3m), as shown in figure 3.1. 

Smoke plume temperatures 

These mass flow rates can be converted to volume flows if the smoke temperature is 

known. As the smoke is mainly air, which has a density of 1.21 kg/m3 at 17°C (290K), 

a simple ideal gas law assumption can be used to estimate the smoke density from 
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= 1.21( 290 J 
Ps Ts+273 

where Ts = smoke plume temperature (0 C} 

The average temperature of the smoke plume at any height can be estimated by 

assuming that all the heat convected away from the fire is contained within the plume, 

and that the plume is well mixed. From a simple heat balance, the convected heat 

must equal the energy in the plume fluid, ie 

where 

Qc =me p(Ts- To) 

cp = specific heat of plume (kJ/kgK, assumed to be same as air) 

To = ambient temperature (0C} 

Which can be rearranged to become 

So using the equations above, the smoke volume can be calculated at a particular 

height above the fire for any given fire heat output. 

However, for all of these calculations, an estimate must be made of the design fire 

size. 

Design fire sizes 

The fire load is not usually well defined in that the combustibles are not generally 

confined to specific areas but are dispersed throughout the building. This makes the 

estimation of an expected fire size difficult to determine with any degree of precision. 

However, in buildings fitted with sprinklers where the fire growth rate can be estimated 

(from knowledge of the typical fixtures and fittings in the occupied spaces), a 

calculation can be made of the fire size which will activate a sprinkler head and an 

assumption made that the fire will not grow any larger once the sprinkler is activated. 



Page 17 

As an example, in a room with a 2.7m ceiling and a 3 by 4m grid of sprinklers with a 

response time index of 250 (ms)112
, the sprinklers will activate when a fast growing fire 

reaches about 1700kW, or about 2.1m diameter (based on a typical energy density of 

0.5MW/m2
), at which time it will be producing about 8 to 10m3/s of smoke (8,000 to 

10,0001/s) at temperatures of around 200 to 270°C immediately above the fire. For 

this design fire, the smoke control system must be designed to cope with 

temperatures and volumes of this magnitude. This calculation can be carried out by 

hand, but the more frequent approach is to use one of the commonly available 

computer programs such as FPETool and Fastlite to carry out these calculations. 

As a comparison for this design fire size, the Acceptable Solution C3/AS1 includes 

design fires to be used for calculation of smoke volumes in certain sprinklered 

buildings containing 'intermediate floors·· where mechanical smoke control is required. 

Depending on the occupancy type the design fire could be either 1.5MW with a 7m 

perimeter (ie. 2.2m diameter and 0.38MW/m2
), or 5MW with a 12m perimeter (3.8m 

diameter, 0.44 MW/m2
). Note that these values are suggested for larger spaces, such 

as atria, and not multistorey buildings. They are included here for comparison 

purposes. 

An alternative for hand calculation, using the equations above, is to assume that the 

fire size will not grow past the point where it is controlled by the sprinklers, and 

therefore it's size will not exceed the sprinkler spacing (say 4.6x4.6m, for a 'extra light 

hazard··· occupancy). The smoke volume calculated in this scenario is over 30m3/s. 

For unsprinklered buildings, the fire will not be controlled and will continue to grow, as 

will the volume of smoke produced. Any smoke control system will probably be 

overwhelmed quickly unless it is specifically designed for very high volumes and 

elevated temperatures. It is therefore important to consider the smoke control system 

as part of an overall fire safety strategy, not just as an isolated system. 

• An 'intermediate floor' is defined in the Annex to the Building Code Approved Documents as an upper floor within a firecell 
which Is not smoke-separated from the floor(s) below. In this context it usually covers an atrium within a building. 
•• Such as an office, as defined by NZS4541 :1996 "Automatic Fire Sprinkler Systems" 
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3.3 Leakage Paths 

Knowledge of the air leakage paths that exist in any building is vital to the proper 

design of smoke management systems. 

To a casual observer, modern buildings appear to be relatively air-tight and to some 

degree they are. However, glazing systems contain drainage tracks, wall construction 

includes building tolerances, exterior doors require operating clearances and all 

component assemblies contain allowances for differential thermal expansion of the 

various constituent parts. These otherwise insignificant gaps all allow air to pass 

through and can add up to substantial areas over the total building surface area. 

Within the building, the possible paths for air flow are much more numerous. Lift 

shafts, stairways and service risers all provide direct vertical flow paths, each having 

one or more doorways (complete with clearance cracks) allowing access at each level. 

Buildings also usually have HVAC ducts running horizontally on each floor as well as 

vertically between floors. Floors are penetrated to allow electrical cables or plumbing 

to pass through. 

All these gaps and cracks provide leakage paths, allowing air to pass through the 

building envelope or between spaces within the building. The direction of air flow will 

depend on the relative pressures either side of the path. The magnitude of the flow 

depends on both the size of the leakage path and the magnitude of the pressure 

differential. 

The availability of air flow paths, both through the building exterior and within the 

building, will allow air to move around the building under the influences of the HVAC 

system, stack effect or wind. Similarly, smoke can move from area to area under 

these influences or due to the natural buoyancy of the hot gases. Conversely, smoke 

can be kept out by selectively forcing air into adjacent zones and utilising the leakage 

paths to pressurise the zones. 

Little research appears to have been carried out on the amount of leakage area that is 

found in a typical construction. Klote [1995) quotes values for leakage areas that 
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were measured in a relatively small number of tests carried out by the National 

Research Council of Canada in the 1960s and 70s, and notes that leakage areas are 

primarily dependent on workmanship rather than construction type. 

construction cracks, cracks around 

windows and doors) 

Stairwell walls (includes 

construction cracks but not cracks 

around windows or doors) 

Lift shaft walls (includes 

construction cracks but not cracks 

around doors) 

Floors (includes construction 

cracks and areas around 

penetrations) 

Average 

Loose 

Very Loose 

Tight 

Average 

Loose 

Tight 

Average 

Loose 

Tight 

Average 

Loose 

= wall area, AF = floor area 

Evaluated at 75Pa for walls and 25Pa for floors 

0.21 X 10"3 

0.42 X 10"3 

0.13 X 10"2 

0.14x1 

0.11 X 10·3 

0.35 X 10'3 

0.18 X 1 

0.84 X 10"3 

0.18 X 10"2 

A/AF 

0.66 X 10"5 

0.52x10-4 

0.17x10"3 

Figure 3.2- typical leakage areas for walls and floors of commercial buildings• 

ASHRAE [1989] also gives data on leakage areas through particular building 

components. 

Brundrett [1997] outlines a testing program in progress in the UK which is measuring 

leakage rates in a range of buildings with a view to ultimately minimising energy 

wastage due to infiltration. The tests are establishing leakage in terms of cubic 

metres per hour, per square metre of fayade area at a particular pressure difference. 

This data could be related back to leakage areas (averaged over the whole building) 

• Data from Klote [1995] 
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but does not isolate particular components. Values reported to date are 5 to 27 

m3/h/m2 at SOP a, which equates to leakage areas of 0.24x1 o·3 to 0.13x1 o·2 m2/m2
, 

falling into the 'average' to 'very loose' categories in the table above. 

There does not appear to be any equivalent data available on New Zealand 

construction techniques. 

3.4 Fires in Air Conditioning Equipment 

Statistics on New Zealand fire events are kept by the NZ Fire Service for all incidents 

that they attend. Their publication "Emergency Incident Statistics 1993-1997" [NZFS, 

1998], which covers data from their July-June reporting years, lists 48 incidents where 

air conditioning units were described as the source of ignition and a further 21 where 

the ignition source was a hot air duct or heat transfer system, out of a total of 17,292 

structure fire incidents*. These combined represent only 0.4% of the total structure 

fires attended. 

Data was obtained directly from the Fire Service on these incidents and also on others 

which occurred over a longer period (1991 to mid-1998). This enabled some 

additional analysis to be carried out, including the isolation of 14 incidents where the 

source of the fire was the air conditioning equipment and some smoke or flame travel 

had occurred via the air ducts. 

Of particular note about these 14 incidents were the following statistics: 

1. In no incident did the damage extend beyond the equipment that was the fire 

source. In 6 of these incidents the damage was described as nil. 

2. In 4 incidents the fire had self-extinguished and in a further 6 the fire was 

extinguished by isolating the power to the equipment. 

• The statistics are drawn from the 241,042 incidents of all types to which the Fire Service turned out over the period, 
including false alarms, vehicle accidents, structure fires and non-structure fires (eg vegitation). 
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3. In 3 incidents the fire was described as having past the smouldering stage into a 

flaming fire. In one of these the fire had self-extinguished before the Fire Service 

arrived. 

4. The causes of the fires were evenly divided between electrical short circuits, 

mechanical (friction) and other miscellaneous faults. 

The conclusion reached from all this data is that fires due to air conditioning 

equipment failure are very unlikely, and those that do occur are of a relatively minor 

nature. 
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4. TYPES OF HVAC SYSTEMS 

HVAC systems are intended to move high volumes of air from one part of a building to 

another and can therefore also move large quantities of smoke, either intentionally (to 

prevent it causing a hazard to the building occupants) or unintentionally (thereby 

creating a hazard). The flows and pressures generated by the HVAC equipment can 

be utilised to enhance the safety of the building by either removing smoke from the 

fire zone or by preventing smoke from entering the spaces where people are present. 

Using the HVAC system has a major advantage over dedicated smoke management 

equipment in that it is operated every day and any malfunction will be noticed and 

rectified quickly. Plant that is tested relatively infrequently (and often in isolation and 

only for short periods) could have faults go unnoticed or unremedied for a 

considerable time. The danger with using the air conditioning equipment is that any 

maintenance or modifications that are carried out must fully recognise the dual role 

and not inadvertently bypass or defeat the emergency features. 

For the purposes of this report, air conditioning and ventilation systems can be divided 

into two basic categories in relation to the amount of fresh (outside) air delivered to 

the occupied space. 

(1) those that provide only the minimum fresh air to the space with the 

remainder being recirculated within the space, and 

(2) those that provide for all the air delivered to come from outside the 

space. 

The former category includes such systems as fan coil units, induction units, hydronic· 

units and split systems. They are all characterised by their recirculation of a high 

proportion of the air that they deliver, taking it from the occupied space and passing it 

through a local heating and/or cooling unit and returning it to the space, with only a 

minimum of fresh air added to maintain habitable conditions for the occupants. 

Normally, each unit serves only a single space or a small group of spaces. These 

systems are typical of those found in a wide range of office accommodation, 

• Sometimes known as water source heat pump (WSHP) systems 
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particularly in smaller buildings. The fresh air delivery is often from a separate air 

handling unit (perhaps just a simple fan) located remote from the occupied space and 

serving many or all of the units in the building. The important feature which 

distinguishes these systems from the second category is the minimal amount of air 

which is introduced from outside the space, and this volume is not usually able to be 

varied during normal operation. 

The second category includes systems with larger air handling units which deliver all 

the air to the space. Systems such as variable air volume (VAV), constant volume 

and dual duct systems are included, which comprise large air handlers remote from 

the occupied spaces and a ductwork reticulation system of risers, main and runout 

ducts (the 'supply air' system) to distribute the air to many spaces simultaneously. 

The air delivered to the space is later returned to the air handler via another network 

of ducts (the 'return air' system). Frequently these systems are capable of delivering 

a mixture of fresh and recirculated air, or all fresh air to the occupied spaces. 

It is not unusual for a building to contain more than one type of system, with different 

systems serving different parts of the building. There may be (for example) a VAV 

system serving the inner zones of the typical office floors, with induction units around 

the perimeter of the floors and fan coil units in a ground floor retail area. 

Both categories are discussed in more detail below under the headings of Unitary and 

Central Plant systems, respectively. 

The systems covered are the main categories of HVAC equipment found in New 

Zealand multistorey buildings. The descriptions that follow concentrate on the air 

handling abilities and features of the various systems, as these are the most relevant 

to the capabilities for smoke control. Other features are noted in general terms only, 

for the information of the reader. 

It is worth noting that typically both categories of system operate with an excess of air 

supplied into the occupied space over that which is extracted. The balance migrates 

out of the building via minor extract systems including toilet and kitchen exhausts and 

also by a variety of leakage paths such as cracks around doors and windows, 
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construction cracks and so on. This excess of supply is done deliberately to slightly 

pressurise the building with respect to the outside, to prevent the infiltration of 

unconditioned outside air. 

4.1 Air delivery rates 

The 'energy crisis' of the early 1970's forced air conditioning designers to consider 

methods to reduce the energy requirements of HVAC systems. One means was to 

retain the maximum conditioned air possible within the space by recirculating as much 

air as possible and reducing the amount of fresh air introduced. Fresh air rates were 

typically decreased to 51/s per person, or 0.51/s per square metre (floor area) or less, 

depending on the occupancy rate (persons per square metre) 

Since then, minimum fresh air rates have been increased due to concerns such as 

'sick buildings' so that they are now typically a minimum of 1 01/s per person, or around 

11/s/m2 for typical office accommodation. 

The quantity of conditioned air that is supplied to a space is matched to the heating or 

cooling load of the equipment and people that occupy it. The air quantity that is 

required for this duty is normally significantly greater than the fresh air rate alone. In a 

normal office occupancy, air volumes of 6 to 101/s/m2 would be needed to match the 

heating/cooling load, ie 6 to 10 times more than the fresh air volume alone. 

Depending on the type of HVAC system, the difference could be made up from air 

recirculated within the space, air recirculated and diluted by a remote air handler or 

new air introduced from outside. 

In temperate climates such as New Zealand's, one energy saving method does have 

a positive side effect which is useful to the fire engineer. Buildings usually have a 

large (in relation to the total floor plate area) central zone which contains people and 

equipment, all producing heat, with nowhere for this heat to be dissipated. This 

means that even during winter conditions the principal HVAC objective is to provide 

cooling. A method often utilised in central plant installations is to introduce high 

proportions of cold outside air as 'free cooling', with the used air being expelled from 
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the building via the return air system. Supply of 100% fresh air is often used. The 

consequence in many buildings is that fans and air flow control systems are already in 

place which are ideally suited to the purposes of smoke control as they can move 

large quantities of air (or smoke) from any potential fire site. 

As noted in section 3, smoke volumes produced in a sprinklered building will easily be 

of the order of 8000 to 10,0001/s. It follows that an air conditioning plant designed to 

ventilate occupied areas of at least 800 to 1 000m2 at a rate of 1 Ol/s/m2 may be 

capable of handling the volumes of smoke that could be produced. Smaller plant will 

likely be overwhelmed by the volumes of smoke to be handled. 

4.2 Unitary Systems 

4.2.1 Description of Unitary Systems 

Unitary systems comprise a number of small air handlers, each located close to the 

area being conditioned - typically in the ceiling space above. These air handlers are 

fed fresh air by an external system, either passively or via a fan system, and are also 

supplied with their heating and/or cooling medium from outside the space. They are 

usually only capable of recycling the air from within the occupied space with a 

minimum make-up of fresh air, the balance being reconditioned within the unit before 

being returned to the space. 

They normally contain a single fan which both supplies the air to the occupied zone 

and also provides the suction to return the recycled air back to the unit. The quantity 

of air which is not recycled is usually allowed to find its own path out of the building, 

via leakage around windows and doors as well as via miscellaneous extract. systems 

such as toilet or kitchen extracts. All unitary systems operate on similar principals, 

with only the heating/cooling medium changing. 

Most (but not all) unitary systems have electrically driven equipment contained within 

the unit. These can be a source of ignition if electrical faults occur. 
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Fan Coil Units (FCUs) 

Fan coil units (fig 4.1) are probably the most common form of unitary HVAC 

equipment found in multistorey buildings, most frequently in smaller buildings and 

hotels but sometimes also found in lesser quality high-rises. They consist of a simple 

electrically driven fan and a heat exchanger coil, similar to a car radiator. Air is forced 

over the coil by the fan, while hot or cold water is circulated through the coil to heat or 

cool the air. Usually some form of air filtration is included. 

Induction Units 

These are similar to fan coil units but are of even simpler construction (fig 4.2). 

Instead of a fan inside the unit to circulate the air, these units are provided with a 

relatively high pressure air supply from a remote air handler which is ejected from 

nozzles within the unit. This high velocity air induces a circulation of external air 

through the unit which is passed over a coil in the process. These systems are now 

relatively uncommon in new buildings as they have a (somewhat undeserved) 

reputation of being noisy and expensive to operate. 

It is worth noting that induction units have no electrically driven components within the 

unit. All the powered equipment is located in the remote air handler. 

Hydronic (WSHP) Units 

Hydronic units are also sometimes known as Water Source Heat Pump (WSHP) 

units. They are similar to fan coil units except in the manner in which they produce 

the heating or cooling for the air. These units contain their own refrigeration 

equipment which operate to provide cooling or heating directly into the coil. They 

require only an external source of electricity and cooling water to operate. 
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fig 4.1 Airflows for a Fan Coil Unit system 
(Hydronic and Split systems similar, except for cooling source) 

Page 27 

FD = FlRE DA~PER 

~FILTER 

[][)= HEATING COIL 

I 0 I= COOUNG COIL 



fig 4.2 - airflows for Induction Unit systems 
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Split Systems 

Split systems comprise two separate components for each unit - an indoor air 

handling unit and an outdoor condensing unit, connected by a circuit of pipework 

containing refrigerant. The indoor unit is essentially a fan coil unit with refrigerant 

rather than water flowing through the coil. The outdoor unit contains the refrigeration 

equipment that is required to produce the cooling effect. Indoor units can be mounted 

in concealed spaces such as ceiling voids, or can be wall or floor mounted within the 

space. The units only require an external electrical supply to operate. 

Through-wall or window units have the indoor and outdoor sections close~y coupled 

into a single cabinet and usually have a fresh air supply feature built in to the unit. 

An extension of the split system is the multi-unit system where several indoor units are 

connected to a single outdoor unit, often incorporating some control on the amount of 

refrigerant flowing around the system and hence called variable refrigerant volume 

systems (VRV). 

4.2.2 Suitability of Unitary Systems for Smoke Control 

Because unitary systems are designed to recirculate most of the air that they handle, 

their ability to either remove smoke or provide pressurisation is very limited. As noted 

previously, they have only a small amount of fresh air provided and usually do not 

have any separate 'used air' removal facility included. 

Smoke removal 

Unitary systems therefore cannot be used to remove smoke from an affected area 

without an additional air/smoke removal fan and duct being provided. These require 

space which reduces the lettable area in the building. The drive to gain maximum 

usable floor area puts pressure on architects and designers to eliminate unnecessary 

riser space and to use alternative means of achieving fire safety, such as stair 

pressurisation. 
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The author is not aware of any building in New Zealand that has unitary air 

conditioning with a separate, dedicated smoke extract facility included as part of the 

design. 

Pressurisation 

The relatively small volumes of outside air introduced to the occupied spaces means 

that the ability of the system to provide a significant pressure differential is minimal. 

As discussed in section 5 of this report, what ability the fresh air system does have to 

provide pressurising may be contrary to the smoke management objectives in the 

building. The introduction of outside air during a fire condition may in fact force the 

smoke into the stairs and riser shafts and aid its spread to other parts of the building. 

Smoke Production 

By design, the unitary air conditioners draw air from the occupied space, treat it and 

then reintroduce it to the space with as much mixing as can reasonably be achieved 

without causing discomfort to the occupants. The air is usually delivered at ceiling 

level via air diffusers. As this is also the level at which any smoke will accumulate it is 

apparent that the mixing will also mix air and smoke, if it is present, thereby creating 

more smoke. This obviously has the potential to aggravate a fire situation. 

Summary 

The conclusion traditionally drawn from the factors above is that the safest course of 

action is to stop unitary systems and their associated fresh air systems on the 

activation of a fire alarm. 
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4.3 Central Plant Systems 

4.3.1 Description of Central Plant Systems 

Central plant air conditioning systems consist of large air handlers that provide 

conditione,d air to the occupied spaces via a distribution system of ductwork, including 

risers, main and run-out ducts. They are characterised by supplying all or most of the 

air from the central air handlers, and then returning it all back to the air handler for 

recycling or spilling to outside. These air handlers may be located in plant rooms on 

only one or two floors of the building, or may by constructed every floor (known as 

floor-by-floor air conditioning). 

It is usual for these systems to have separate supply air handlers and return fans, with 

the return systems sized to return about 80% of the supply air quantity back to the 

central plant for either recycling or spilling (or some of both). 

In central plant systems the electrically driven equipment is usually located in the main 

air handlers. 

Variable Air Volume (V AV) 

VAV systems (fig 4.3) supply only the airflow to a particular space that is required to 

match the heating or cooling needs of the space or zone at the particular time. They 

have to be capable of supplying a high volume of air at times of peak loading so the 

air handlers are typically large capacity units, able to supply many spaces 

simultaneously. Each zone has some form of terminal unit to vary the local air flow to 

match the demand. 

VA V system controls are often relatively complex, as they must adjust the volume of 

air delivered by the air handler in response to multiple demands from the various 

spaces. 
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fig 4.3 - airflows for a Variable Air Volume system 
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Depending on the control system fitted, the terminal units may be able to supply or 

shut off air to particular spaces on receipt of a fire signal. This feature has the 

capability to be used to provide zone control of smoke, but the designer and the 

maintenance staff must be aware of the importance of all parts of the system 

operating as intended, if it is to be used reliably as part of the building's safety system. 

A variant on the standard VA V system is to use some fan assistance in the terminal 

units to aid the circulation of air during times of low air conditioning demand, to avoid 

stagnation or stratification of the air within the space. 

Constant Volume (CV) 

(Fig 4.4) These systems are not commonly installed nowadays due to their relatively 

inefficient use of energy. As the name suggests, they provide a constant amount of 

conditioned air to the space which is then usually given some additional heating or 

cooling to match the requirements of the space. The consequence is that the air from 

the central air handler is usually over-conditioned to cater for the highest demand and 

then re-conditioned locally for the other spaces - a wasteful exercise. On the plus 

side, these systems are simple and reliable, and can often be adapted to provide 

some zone control by the addition of relatively few control dampers (where these are 

not already fitted). 

Dual Duct 

Similar to constant volume systems, these deliver a constant amount of air to the 

occupied spaces, but it is through two independent duct systems (fig 4.5). After the 

air handler, the air path splits into two and the air is heated in one and cooled in the 

other. At the occupied space the two ducts again meet at a mixing box where the hot 

and cold air is combined in the appropriate ratio to match the space's requirements at 

the time. Dual duct systems are not common in new buildings. 



SUPPLY RATE FIXED 

SUPPLY RATE FlXED 

SUPPLY RATE FlXED 

SUPPLY RATE FIXED 

fig 4.4 - airflows for a Constant Volume system 
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FRESH AIR 

fig 4.5 - airflows for a Dual Duct system 
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4.3.2 Suitability of Central Plant Systems for Smoke Control 

Central plant systems are designed to return all or most of the air that they handle 

back to the air handlers in remote plant rooms. Therefore, they are usually well suited 

to either remove smoke or provide pressurisation by selective airflows. They 

frequently have the ability to draw in all fresh air and to spill large quantities of 

exhausted air and smoke products. The ability to pressurise zones within the building 

has the potential to significantly enhance the safety of the occupants. 

Smoke removal and pressurisation 

The return air fans are usually of sufficient capacity to exhaust quantities of smoke 

comparable to those produced by a sprinkler controlled fire and can be specified to be 

suitable to operate at the expected smoke temperatures. Control systems are 

frequently already in place or can be modified to achieve selected air supply and 

exhaust to achieve zone pressurisation. Care must be exercised, however, to ensure 

that if the control systems and devices fail they will do so into a safe condition if they 

are to be relied upon as a safety system. 

Smoke Production 

Similar to the unitary systems, central plant systems also usually supply air at ceiling 

level which will be above any smoke layer produced by a fire. This obviously has the 

potential to aggravate the situation by causing mixing which creates more smoke. 

Summary 

On balance, in the author's opinion the advantages of having an active smoke control 

system outweigh the disadvantage of possibly increasing the smoke volume being 

produced and any central plant system that can be operated in a smoke control mode 

should be given serious consideration as an active smoke management system. 
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4.4 Other Systems 

Displacement Systems 

Displacement systems utilise large volumes of air introduced at very low velocity at 

floor level in the occupied space, allowing the air to move by natural convection as it 

heats up, to finally be extracted at ceiling level. The air handling units could be of 

either unitary or central plant type. The very low velocities used equate to low 

pressures within the equipment and it is unlikely that the air handlers can be used to 

control smoke movement. Also, as the air is supplied at floor level, particular care 

would be required to ensure that smoke is not inadvertently drawn in with the supply 

air and delivered directly into the space where people are present. 

Floor by Floor units 

Floor by floor units are the half'-way stage between unitary and central plant systems. 

In multi-storey buildings the designer sometimes prefers to have a small amount of 

equipment in a plantroom on each floor rather than concentrating all the equipment 

into a large plantroom occupying a whole floor, or conversely having the units located 

in the ceiling of the occupied space. These systems can have all the characteristics 

of central plant systems but on a smaller scale. They can usually operate in full fresh 

air mode in the same way, and can therefore be considered for smoke control 

purposes. 
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5. COMPUTER MODELLING 

To enable. some conclusions to be drawn on the relative abilities and risks of HVAC 

systems under fire conditions, several 'typical' buildings were modelled (using 

CONTAM96 [Walton 1993]) to determine likely airflow directions and pressures for a 

variety of situations under the influence of stack effect and it's interaction with 

mechanical systems. 

Under conditions of normal stack effect (internal temperature higher than external), 

the density difference between the warm air inside the building and the cool air 

outside causes the air flow in the building to be generally upwards, utilising flow paths 

such as lift shafts, service risers and stairways. Air will flow into the building at low 

levels and out at higher levels. At approximately the building mid-height there is a 

point where the flow is neither in nor out which is known as the neutral plane. 

Therefore the worst case under these conditions is a fire on the lowest floor, as the 

smoke will be transported into and within the building rather than being expelled to the 

outside. 

5.1 Buildings Modelled 

The buildings modelled are defined below. They are intended to represent typical 

multistorey office buildings in New Zealand and are derived from the author's 

observations of many buildings throughout the country. 

1. A three storey building with a single lift. 

2. A seven storey building with two lifts in a common shaft. 

3. A ten storey building with three lifts in a common shaft. 

4. A twenty storey building with two lift banks - a low rise group of four lifts with a 

machine room at the 131
h level and a high rise group of four lifts with a roof 

machine room. Low rise lifts have entrances on all levels 1 to 11 and high rise lift 

have entrances on levels 1 and 11 to 20. 
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Features which were kept common to all of the buildings were: 

• Floor plate size - each floor was kept at 800m2 with a perimeter of 120m (ie a 30m 

square building with a 100m2 core). 

• Floor to floor height of 3.5m, giving building heights (ground to highest occupied 

floor level) of 7, 21, 31.5 and 66.5m. 

• Stairwell - each building had a stair core of 16m2 and a perimeter of 16m, with the 

ground level stair doors opening to outside. 

• Lift core - each lift shaft was taken as occupying a 3x3m space (ie a three lift 

group took up 27m2 and had a perimeter of 24m). 

• Roof - at the roof level of each building was a lift machine room (LMR) ahd the top 

of the stairwell. The LMR floor area was four times the size of the lift shaft below. 

Each lift had a 0.09m2 rope penetration to the shaft below and the LMR was linked 

to the stairwell by a single door. The stairwell also had a single door directly to the 

outside. 

• On the ground floor, two doors went to the outside and also the stairwell was 

linked to the outside by two doors. 

• The building fabric was taken as being of 'average' construction tightness as 

defined by Klote [1995], except for roof LMR construction which was taken as 

being 'loose'. 

• Stair doors were taken as having a 3mm crack all round, with lift doors and ground 

floor entry doors having a 6mm gap all round. 

• Interior temperatures were set at 21 oc (as is normal for office environments) with 

external temperatures of -4oc•. 

The building internal layout was assumed to be simple with the lifts and stairs opening 

directly onto the occupied space. No attempt was made to model any internal fitouts 

or lobbies that may be installed, as these would only restrict smoke movement. The 

open plan layout is therefore the worst case with the most free smoke migration. 

• This temperature is the 1% winter design temperature for Dunedin, being the coldest winter design temperature for the 
main centres, as published by the National Institute for Water and Atmospheric Research (source: IHRACE Journal, July 
1996). 
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5.2 Conditions Modelled 

For each building four situations were modelled -

1. stack effect alone, 

2. stack effect plus a 0.51/s/m2 outside air supply into the occupied space (to 

model a fresh air supply as would be included with an HVAC system, but 

allowing for some minor extract systems such as kitchen and toilet 

extracts) 

3. stack effect plus a supply into the stairway (to .model a simple stair 

pressurisation system) 

4. stack effect plus HVAC fresh air, plus stair pressurisation. 

As well as the 'typical' buildings under normal stack effect which were modelled, the 

ten storey building was also modelled under reverse stack effect (with an external 

temperature of 29°C) and under normal stack effect (external temperature of -4°C) but 

with 'tight' wall construction. All other parameters were unchanged. 

The particular data of interest is the air flow from the worst case fire floor into the 

service shafts (such as stair and lift shafts) and then identifying: 

(1) the magnitude of the pressure differential forcing air flow into the service 

shafts, and 

(2) on which upper floors the air flow is from the risers or lift shaft onto the 

floor. 

This air flow could carry smoke into the occupied areas and possibly endanger the 

occupants. 

Under conditions of normal stack effect, the worst case position for a fire is on the 

ground floor (level 1, in the results presented) as this is the level that has the highest 

driving forces into the service shafts. For reverse stack effect, the worst case is for a 

fire on the top floor. 

During the modelling, it is implicitly assumed that the buildings are sprinklered and 

hence the smoke temperatures remote from the fire are approximately the same as 
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the building internal temperature and the same density as air. Additional buoyancy 

effects from hot smoke are therefore not modelled. 

The pressure differential driving the flow into the stair also gives an indication of how 

difficult the flow would be to stop. This can be used to determine whether simple 

smoke seals on doors would be sufficient, or the magnitude of stair pressurisation that 

would be required to keep the stairway clear of smoke. 

In addition to the discussion that follows, for each situation the results of the modelling 

are presented in the Appendix as graphs of air flow and pressure difference against 

building height (measured from level 1, up). The sign conventions used are that 

positive flows are from the shaft into the occupied space (negative values indicate 

flows into the shaft) and positive pressure differences are the shaft at a higher 

pressure than the space. In all cases the ground floor is level 1. 

5.3 Observations 

The observations made of the flows and driving pressures are: 

Stack effect alone 

" As expected, the air flows from slightly above building mid-height are from the 

vertical shafts into the occupied spaces, with flows into the shafts below mid 

height. This follows the expected effect of smoke from a fire low in the building 

being carried onto the upper occupied levels. 

• For the 20 storey case, the flows into/out of the low-rise lift shaft are as though the 

building were only 12 storeys (the height of the shaft), with flows below shaft mid

height into the shaft and above mid-height from the lift shaft into the occupied 

space. The effect of the low-rise lift machine room is significant on this and the 

adjacent floors, as the shaft and the machine room above are acting as a direct 

channel for airflow from the lower floors. 

• Under the influence of stack effect alone the driving pressures on air flow are less 

than 12Pa, even for buildings of 20 storeys at an external temperature of -4°C. 

For the 3 storey building the driving pressures are less that SPa. 
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The airflows for the ten storey case are shown in graphical form in fig 5.1, The graph 

shows the magnitude and direction of the airflow and driving pressure, plotted against 

the height of the building (ie levels 1 to 10). For this case, both the lift shaft and 

stairway have flows into them below the seventh level, and out of the shafts above 

this point. Therefore the consequences of a fire below level 7 would be that smoke is 

transported to all floors above level 7 via these shafts. Just as important in this 

example is that the stair shaft would experience smoke ingress, being driven into the 

stairway by up to 1 OPa, if the fire was on level 1. 

Fresh air system operating 

• When the fresh air system is operating, the air flow is from the occupied space 

into the shafts on all levels up to about 9 floors (30m high, approximately). This air 

flow is for both the stair shaft and the lift shaft and so smoke would be forced into 

the stairways which is not a desirable situation. 

• The pressure differences driving the air flow into the stairways is less than 8Pa, 

except for the three storey case, where it is up to 12Pa. 

Again using the ten storey case as an example (fig 5.2), the fresh air system will 

prevent flows from entering the occupied spaces from the riser shafts up to level 8. 

However, in doing so it is also forcing the flow to be into the stairway on all levels 

below this. This could obviously lead to an unacceptable situation of smoke in the 

escape stair. 

Stair pressurisation 

• The simple stair pressurisation system alone keeps the stair flows in the desired 

direction but has little if any affect on the flows into/from the lift shafts. 

Examining the plot of the ten storey case (fig 5.3) shows that although there is no flow 

into the stair, the lift shaft flows are almost identical to the case above of the stack 

effect alone. Flows on the lower floors are into the lift shaft and on the upper floors 

they are out of the shaft, so smoke from a fire on a lower floor will be transported to 

the upper floors. 



>
. 

c 0 s..... 
co 
..c 
C

/) 
Q

) 
s..... 

LL 

0 ..-0 L
{) 

..-

J fig 5.2 -A
irflo

w
s for a 10 storey building w

ith stack effect and fresh air 

(e
d

) eJnsseJd 

N
 

0 . 

I ' I 

I 
. ' . ' . . ' . ' ' 

1/ 
.... . . . I 

. . . 
' 

' 
. . 

..._'..}. 

I 
" 

7 
. 

I 

' 
' 

I 

' 
.. I 

I 

' 
I 

' . 
I 

I 

' . 

I 1/ 
I 

. I 

. 
.... ' _: 

I f 

~ 
:-' 

I 

. . . 
I 

>
 

I 
>

 
.. . . 
. . 
. ' , . ..,. 

' . 
I 

' 

' . . ' 0 0 ..-

' I ' . ' . 

. 

~ar' 
I 

0 

I 
' 

<
 

I 

. ' I 
I 

.. . . . 
. • -'f' 

' 

. I 

' . 
I 

. ' . 
:'~ 
. . I 

. . . I 0 L
{) . . . I 

. \ 0 

(S
/I) M

O
I.:l 

0 0 ..I 

co I 

0 ..I 

0 L
{) 

..I 

0 ..-co 
0... 
"0

 
;:;:= 
::J 

* 
1'--

0... 
"0

 
I
-

·ro ...... 
en 

(
0

 
0 

Ci5 
>

 
3: 

Q
) 

0 
;;: 

L
{) 

;:;:= 
::J 

t 3: 
"¢

 
0 
;;: 
I
-

·ro ...... 
en 

('() 
t 

N
 



~
 

c 0 c 0 
+

-
' 

ro 
C

/) 
·c

 
:::J. 
C

/) 
.C

/) 

~
 

0
. 

s.... 

ro 
+

-
' 

(f) 

>
, 

~
 

0 
+

-
' 

C
/) 

0 -r-

P
age 4

5
 

fig 5.3 -
A

irflow
s for a 10 storey building w

ith stack effect and stair pressurisation 

0 N
 

0 0 N
 

(ed)aJnssaJd 

LO
 

0 
....-

....-
LO

 
0 

I 

. I 

I 

' 1 

. 1 

7' I 

. I 
I 

. I I I 

.... 1 

~
 

l/ 
I 

/j 
~
 

. 

v 
I 

v ..... 
I 

. . I 

. 

I 
j 

I ! 

J 

I 0 LO
 

....-

. . I 

. . "' I I 

. . . I 

I 

0 0 ....-

I 

~
·
 
. I 

. . 

I 

I 

. . . 

' 

. I 0 LO
 

' . . . . ' , I 

t 

0 

v 

I 
0 LO I 

(S/1) M
OI.:f 

0 ....-1 

I 0 0 ....-1 

LO
 

....-1 

0 LO
 

....-1 

' 

. ! 

:" . ! 
. . I 

' 

0 0 'il 

0 ....-co 

1"-

CD 

(i) 
>

 
Q

) 

LO
 

"¢
' 

('f) 

N
 

....-

c.. 
"0

 
~
 

:.:J 

~
 

c.. 
"0

 
L

.. 

·ro 
...... 
U

) 

0 ~ ;:;:::: 
~
 

:.:J 

t ;: 0 
;:;:::: 
L

.. 

·ro 
...... 
U

) 

t 



Page 46 

Fresh air plus stair pressurisation 

• The combination of stair pressurising and the fresh air system is sufficient to stop 

flow from the lift shaft into the occupied space up to about 10 storeys (say 35m 

high). 

As shown in fig 5.4, the air flow is prevented from exiting the lift shaft up to level 10. 

Consequently, a combination of stairway pressurisation and leaving the HVAC 

operating could be used (in the test building) to keep the occupied floors clear of 

smoke. 

However, to illustrate the complications that can be introduced, inspection of the flows 

for a 20 storey building (fig 5.5) under the influence of stack effect only shows how 

confused the flows can be, even for this relatively simple case. The high-rise lift shaft 

and the stairway both have flows into the shafts below mid-height and out of the 

shafts above this level (as expected). Pressures driving the flows are at maximum at 

the extreme floors (1 and 20) and vary in approximately a linear fashion between. 

However, the flows in the low-rise lift shaft behave as though the building were only 

13 storeys tall, with a neutral plane at level 7. The consequences of a fire on level 1 

would be that smoke would be transported to floors above level 7 via the low-rise lift 

shaft, and to all floors above 12 via the high-rise lifts and the stairs. Adding lobbies 

around lifts or subdividing floors will further complicate the flows. 

Outside temperature 29°C 

• The reverse stack effect is as expected, with flows above building mid-height into 

the riser shafts and below mid-height into the occupied spaces (see fig 5.6). 

• As for the normal stack case, the fresh air system alone is sufficient to prevent air 

flows onto the occupied levels except for the extreme floor (the ground floor, in 

this case) and stair pressurisation alone does not have a significant influence on 

the lift shaft flows. 

• The fresh air plus stair pressurisation will contain the flows in the lift shaft for all 

levels except the ground. 

• As expected, the driving pressures are significantly less than those calculated for 

the normal stack cases. This is due to the magnitude of the temperature 
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difference between the interior and the exterior being less in the summer case than in 

the winter (29-21=8 degree difference, vs 21-(-4)=25 degree difference). 

'Tight' building construction (fig 5. 7) 

• These cases have increased pressure differences and decreased flows compared 

to the 'average' construction cases. 

• The greater contrast between the tight building exterior and the loose lift machine 

room walls moved the neutral plane height significantly towards the top of the 

building. 

• With the fresh air system alone the maximum air flow into the shafts is similar to 

the 'average' case, but the flow is almost constant on all levels ralher than 

decreasing towards the building top. This is presumably because the leakage 

around the doors dominates over the other construction cracks whereas in the 

'average' case the total leakage areas are similar. 

• Unlike the 'average' case, the stair pressurisation alone is sufficient to influence 

the flow into the lift shaft. 

The building construction obviously has a strong influence on the airflows, which 

makes leakage area dat~ vital if accurate calculations are to be undertaken. 

5.4 Conclusions drawn from modelling 

The conclusions that have been drawn from this modelling are: 

1. For average construction buildings, the heights for which active smoke control is 

invoked by the Acceptable Solutions are reasonable. Above heights of around 7 

to 10 storeys (25 to 35m) driving pressures are significant and active control will 

be required to prevent smoke from migrating into occupied areas. The building 

heights called by the Acceptable Solutions of 25m and 16m appear to be 

somewhat conservative, but not overly so in the author's opinion. The purpose 

groups for which 16m is the cut-in point are the relatively high risk groups, either 

due to high fire load or the occupancy characteristics. The 25m limit is only used 

for the lower risk groups. 
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2. Below these heights, where precaution 9 is not invoked, the driving pressures are 

small (<SPa) and smoke could be reasonably contained by passive means such 

as door seals. However, it is apparent that any air system which pressurises the 

fire floor must be shut off to prevent it forcing smoke into the shafts, unless stair 

shaft pressurisation is also provided. If stair pressurisation is present, there may 

be some merit in utilising the HVAC to enhance the building safety. This will 

depend on the exact physical characteristics of the building and so should be 

examined case by case. 

3. The building construction has a significant impact on the air flows and pressures. 

There are significant differences between the airflow patterns of average and 

tight constructions. There is unfortunately little data available on leakage areas 

and none (as far as the author is aware) relating to New Zealand construction 

techniques. This is an area of future research which would be extremely 

beneficial to refining the design of smoke control systems. 

4. Systems for actively managing smoke in lift shafts are not addressed by the 

Acceptable Solutions but are worthy of some consideration. The lift shafts are 

obvious routes for transport of smoke and design philosophies to control this are 

required. The current Acceptable Solutions make no allowance for this and only 

attempt to contain the smoke (with lift lobbies, much to the ire of many architects) 

or detect the presence of smoke if it should come out of the shaft into an 

occupied floor. Lift shaft pressurisation could be considered as a viable 

alternative to these measures. 

5. In buildings with stair pressurisation systems, it is possibly beneficial to keep the 

HVAC (or at least it's fresh air system) operating, to assist in preventing smoke 

from exiting the lift shafts into the occupied spaces. This is another area which 

would benefit from further research and testing. 
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6. THE NZ BUILDING CODE AND THE APPROVED DOCUMENTS 

6.1 The Document Structure 

The legal requirements surrounding the construction and operation of buildings are 

covered by the NZ Building Act 1991, which creates the Building Regulations and the 

schedule entitled the NZ Building Code. 

In the area of fire safety, the Building Code includes clauses C1, C2, C3 and C4. 

These clauses lay out the objectives, functional requirements and performance 

requirements to achieve the desired level of safety and protection for building 

occupants, firefighters and neighbouring property. These (and all clauses in the 

Building Code) are expressed in performance terms - they describe what is to be 

done, not how to do it. 

The Building Code clauses that are of interest in the area of fire safety are: 

C 1 - Outbreak of Fire 

C2 - Means of Escape 

C3 - Spread of Fire 

C4 - Structural Stability During Fire 

Associated with each clause of the Building Code are the 'Approved Documents', 

which contain 'Verification Methods' and 'Acceptable Solutions'. The Acceptable 

Solutions provide a prescriptive, 'deemed to comply' method of satisfying the 

requirements of the respective Building Code clause. Verification Methods describe 

test methods which can be used to ascertain compliance with particular aspects of the 

Building Code. There are currently no verification methods associated with C2, C3 or 

C4. In the area of fire safety, the Acceptable Solutions C2/AS1, C3/AS1 and C4/AS1 

are the principal focus of Territorial Authorities and designers for the majority of 

commercial building situations. 
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Alternative designs that are outside the framework of the Acceptable Solutions are 

able to be used providing they can be shown to satisfy the Building Code objectives 

and requirements. 

In addition to the Building Code clauses and Acceptable Solutions there is also the 

Fire Safety Annex, which contains the appendices to C2, C3 and C4. The Annex 

contains (among other things) the basic design data for any particular building use 

and configuration and is therefore the starting point for any analysis. 

Clauses C1 and C4 do not contain requirements for HVAC systems. Clause C1 is 

principally aimed at the installation of fuel-burning appliances (such as furnaces and 

fireplaces) to minimise the likelihood of a fire occurring, and Clause C4 covers 

structural aspects of buildings under fire conditions. 

With respect to the aspects of ventilation in multistorey buildings as they apply to fire 

safety, it is only particular provisions of clauses C2 and C3 which are relevant to this 

discussion, although the analysis must inevitably include aspects from the Fire Safety 

Annex. 

6.2 Ventilation and Smoke Control Objectives and Requirements 

The objectives, functional requirements and performance requirements that relate to 

ventilation and smoke control in clauses C2 and C3 are: 

C2: Objective C2.1 - The objective of this provision is to: 

(a) Safeguard people from injury or illness from a fire while 

escaping to a safe place, and 

(b) Facilitate fire rescue operations. 

Functional Requirement C2.2 - Buildings shall be provided with 

escape routes which: 

(a) Give people adequate time to reach a safe place without being 

overcome by the effects of fire, and 



(b) Give fire sen,ice personnel adequate time to undertake rescue 

operations. 

C3: Objective C3.1 - The objective of this provision is to: 

(a) Safeguard people from injury or illness when evacuating a 

building during fire. 

(b) Provide protection to fire service personnel during fire fighting 

operations. 

Functional Requirement C3. 2 - Buildings shall be provided with 

safeguards against fire spread so that: 

(a) Occupants have time to escape to a safe place without being 

overcome by the effects of fire, 

(b) Firefighters may undertake rescue operations and protect 

property 

Performance C3. 3. 7 - Air conditioning and mechanical ventilation 

systems shall be constructed to avoid circulation of smoke and fire 

between fire cells 

Performance C3.3.8 - Where an automatic smoke control system is 

installed, it shall be constructed to: 

(a) Avoid the spread of fire and smoke betweenfirecells, and 

(b) Protect escape routes from smoke until the occupants have 

reached a safe place. 
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6.3 The Requirements of the 'Acceptable Solutions' for HVAC Systems 

The Acceptable Solutions C2/AS1 and C3/AS1 and the Fire Safety Annex contain the 

requirements for smoke management by natural and mechanical ventilation wnich are 

deemed to be required under certain circumstances. Parts of these requirements are 

somewhat convoluted which makes them not particularly clear about their scope of 

application, or how the requirements should be achieved when they are applied. 

In particular, the areas that are dealt with in the Acceptable Solutions are: 

Exitway pressurisation 

Exitway natural ventilation 

Atria and intermediate floors 

Air handling systems 

It is this last item which is applicable to HVAC systems in typical multistorey buildings 

and is the principal subject of this discussion. Some comments are also made in 

relation to natural ventilation of exitways. 

The Acceptable Solution requirements for how an air handling system should behave 

if a fire is detected, or even to which air handling systems the requirements apply, are 

not clearly described. There is also one section that, if strictly applied, has some wide 

implications on the type of alarm system installed. 

The sections of the Acceptable Solutions that are relevant to ventilation are 

summarised below: 

The Fire Safety Annex 

Table 81 in the Annex calls up the required firecell F rating, the associated alarm type 

and the other precautions which are deemed to be appropriate to the firecell purpose 

group, number of occupants and building height. 

The requirements for ventilation systems (by natural or mechanical means) under fire 

conditions appear in the following precautions from table 81: 



Precaution 9 

Precaution 1 0 

Precaution 11 

Precaution 13 

Smoke control in air handling systems 

Natural draught ventilation 

Mechanical smoke control 

Pressurisation of safe paths 

These precautions are summarised below: 

Precaution 9 
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HVAC systems shall comply with the requirements for smoke control in C2/AS1 

and C3/AS1. Activation may be initiated by either a self-contained detection 

system or the main building alarm system. 

Precaution 1 0 

Natural draught smoke extraction, where a firecell is provided with a smoke 

reservoir and with outlet vents and fresh air inlets to allow smoke movement by 

natural draught (as described in C3/AS1, section 9.2). This precaution applies 

only to common spaces in buildings with intermediate floors, (ie. Atria). 

Precaution 11 

As for precaution 10, but with mechanical ventilation instead of relying on the 

natural buoyancy of the smoke (as described in C3/AS1, section 9.3). This 

precaution also applies only to common spaces in buildings with intermediate 

floors, (ie. Atria). 

Precaution 13 

Exitway pressurisation is to comply with AS1668.1, section 6 (sic)*. 

Each of these precautions (and the others included in the Annex) are invoked for 

buildings containing various combinations of purpose group, occupant numbers and 

height. 

It is Precaution 9, 'Smoke Control in Air Handling Systems', that is of interest here, 

which is invoked by table 81 for the following occupancies and building heights: 

• Presumably the reference in the document should be to AS1668.1, section 8 (not 6), as It is section 8 which covers stair 
pressurisation. 
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CS/CL Crowd occupancies • 2 or 3 storey buildings with over 100 

occupants 

• Buildings over 16m in height" 

CM Retail occupancies • Single level with more than 250 occupants 
' 

• 2 storey with more than 1 00 occupants 

• 3 storey with more than 50 occupants 

• All buildings over 3 storeys 

WUWM Offices and factories • 3 storey with more than 250 occupants 

• All buildings over 25m high 

WD Industrial occupancies • 3 storey with more than 1 00 occupants 

(high fire risk) • All buildings over 16m high 

SC/SD Sleeping occupancies • All buildings over 16m high 

(occupants are restrained or 

require assistance to evacuate) 

SA Transient accommodation • All buildings over 25m high 

(eg hotels) 

SR Attached dwellings • (never required) 
.. . . 

f1g 6.1 - BU1Idmgs/occupanc1es for wh1ch Precaut1on 9 IS mvoked 

In addition, the parts of the Acceptable Solutions C2/AS1 and C3/AS1 that include 

requirements for ventilation are: 

• Building height Is measured from the floor level of highest occupied floor to the final exit level. 
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C2/AS1 -Means of Escape 

8 Smoke control 

8.1 gives the general objectives, and refers to C3/AS1, paragraph 9.2 for firecells with 

intermediate floors. 

8.2 gives ventilation area requirements for natural ventilation of exitways for sleeping 

purpose groups, where mechanical ventilation is not provided. (Note that the 

alternative requirements for mechanical ventilation are not defined, however). 

8.3 puts a smoke separation at mid height of stairways greater than 25m in height (if 

not pressurised nor sprinklered). 

C3/AS1 -Spread of Fire 

7 Concealed spaces 

7.1.1 and fig.14 have requirements for concealed spaces where these act as air 

handling plenums. 

9 Smoke Control 

9.1 Exitways 

9.1.1 states that the acceptable solution for natural ventilation of IE purpose 

group exitways is given in C2/AS1 (presumably this refers to C2/AS1 para 8.2, 

as mentioned above). 

9.1.2 requires that where exitway pressurisation is required, it shall comply with 

AS1668.1 section 8. 

9.2 Firecells with intermediate floors 

9.2.1 requires that firecells with intermediate floors include provisions for the 

control smoke spread (refers to NFPA928- Smoke management systems in 

malls, atria and large spaces for guidance). 

9.2.2 covers horizontal smoke spread in large areas - refers to Morgan & 

Gardner [1990] as an acceptable method of compliance. 

9.2.3 for CM occupancies of more than 500 people, the smoke control system 

is to be independent of other systems. 
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9.2.4-9.2.11 cover requirements for smoke reservoirs and smoke baffles. 

9.2.12 covers natural ventilation requirements. 

9.3 Mechanical smoke control where intermediate floors are present (ie relates to 

precaution 11 from the Fire Safety Annex) 

9.3.1 gives the basic requirements. 

9.3.2- 9.3.8 gives design parameters such as fire size, design velocities and 

pressure differences. 

9.4 Discusses sprinkler systems in relation to smoke baffles and tall spaces. 

9.5 Mechanical smoke extraction in buildings with intermediate fl_oors is to be activated 

by smoke detectors, with requirements for detector locations. 

9.6 When smoke detection is activated, it shall start smoke control systems and shut 

down other HVAC plant. (This paragraph appears to be out of place - this is 

discussed further, below). 

9. 7 Covers air handling systems in buildings without intermediate floors, and states 

that AS 1668. 1 is acceptable to prevent smoke recirculation to other firecells via 

the air handling system. 

9.8 Emergency power requirements (where required by table 81). 

9.9 Requirements for theatre stages. 

6.4 Discussion of HVAC Aspects 

Of all the sections noted above, the only ones which are apparently directly relevant 

to HVAC systems in multi-storey buildings (ie a building without an atrium) are C3/AS1 

sections 7.1.1, 9.6 and 9. 7. 

The particular aspects discussed here are: 

• Are the requirements of section 9.6 sensible? 

• Are there other options suitable to comply with section 9. 7? 

• Should C3/AS1 sections 9.6 and 9.7 apply to all HVAC systems, or only when 

invoked by table 81? 

• What are the implications of section 7 .1.1 and are they sensible? 

Some comments are also made concerning the provision of mechanical ventilation to 

satisfy C2/AS1 section 8.2. 



Page 61 

It needs to be noted at this point that each of the sub-sections of paragraph 9 apply to 

a particular set of circumstances or conditions and effectively can be read in isolation 

from the others. 

6.4.1 C3 Paragraph 9.6 "Automatic activation of services plant" 

This paragraph states: 

The smoke detection equipment when activated shall: 

a) Open all vents which are part of the smoke extraction and air 

supply systems 

b) Start smoke extraction and air supply systems, and exitway 

pressurisation where installed 

c) Turn off air-conditioning and mechanical ventilation plant 

which is not required or designed for fire safety, and 

d) Start the emergency power supply system used for fire 

protection systems. 

This paragraph appears to presuppose that these various features are fitted to the 

HVAC systems. This raises questions about the intentions of the paragraph- whether 

it intends to require these features to be fitted or if it only applies should they happen 

to be already present. 

As noted above, each of the sub-sections of paragraph 9 apply to a particular set of 

circumstances or conditions and effectively can be read in isolation from the others. 

However, I believe that this paragraph is not intended to stand alone, but applies 

wholly to the previous paragraph, (9.5 - Smoke detectors in mechanical extraction 

systems), which concerns the types of smoke detection systems used to activate 

extraction systems in buildings with intermediate floors. All the other main paragraph 
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headings of section 9 are able to read in isolation whereas para 9.6 is meaningless 

when applied this way. It is, however, sensible when read in conjunction with 9.5. 

I believe it should be renumbered to become 9.5.2, which will remove the confusion 

surrounding its application. 

6.4.2 C3 Paragraph 9. 7 11Air-handling Systems" 

This paragraph states: 

9. 7.1 Compliance with AS1668:Part 1 is an acceptable method of 

preventing the recirculation of smoke through an air-handling system to 

other firecel/s in buildings without intermediate floors. 

This is the principal section of the Acceptable Solutions which applies to HVAC 

systems in multistorey buildings, but it gives only the advice that AS1668.1 [SAA, 

1991] is an acceptable method of compliance. What other methods are acceptable? 

Is AS 1668 applicable in all situations? Does this paragraph apply to all air handling 

systems, or only when precaution 9 (smoke control in air handling systems) has been 

invoked? 

To attempt to address these questions it is relevant to first look at the provisions of 

AS1668. 

AS1668 "The Use of Mechanical Ventilation and Air-conditioning in Buildings", Part 1 

Fire and Smoke Control 

AS1668.1 is a prescriptive document that covers smoke control in central plant and 

individual air handlers that supply over 1 0001/s to a given firecell, including any group 

of small air handlers that collectively exceed this volume, where it is invoked by the 

local (Australian) building regulations. It therefore applies equally to central plant and 
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unitary systems. It also notes, however, that central plant air handlers in buildings 

with separate fire stairs are to comply, regardless of whether the local regulations 

require smoke control to be fitted. 

This standard includes two methods of smoke control which may be applied: 

1. Purging smoke control 

2. Zone smoke control 

Purging 

The purging method is only applicable with central plant systems and requires 

that the air handler(s) serving the zone containing the fire floor are run to 

achieve an extract rate of 6 air changes per hour from all floors in the zone, 

with the air supply set to 50-85% of the extract rate. The extracted air (and 

smoke) is exhausted to outside the building. No attempt is made to treat the 

fire floor differently from any other floor. 

Zone Smoke Control 

Zone smoke control applies to either central plant or individual air handlers 

(floor by floor units, in this context). The standard requires that the firecell is 

kept at 20Pa below the surrounding areas and the exhaust rate achieved from 

the fire zone is at least 6 air changes per hour. This is achieved by selectively 

operating air control dampers on the various floors - on the fire floor the return 

air damper is opened and the supply air damper is closed. On non-fire floors, 

the opposite is done with the supply air dampers opened and the return air 

restricted. This ensures that the pressure of the fire zone is below that of the 

surrounding spaces. 

The problem with using AS1668.1 as the means of compliance is that the methods of 

purging and zone control are only possible with central plant or floor by floor systems. 

The unitary systems (described in section 4 of this report) are incapable of the type of 

operation required to achieve either zone or purging control, as they do not move air 

into or out of the firecell but (mainly) recycle the air within it. As discussed in section 
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4, the only air introduced from outside is via the fresh air system, which is insufficient 

for the control regimes required by the standard. 

It is also noted in the Literature Review section of this report that a purging system 

alone is not regarded as satisfactory for fire safety. The commentary to AS1668.1 

acknowledges that purging is less effective than zone control, but the method is still 

included as it has the advantage of simplicity, which therefore also increases the 

reliability. 

What alternative means of compliance are available? 

NFPA 90A and 92A 

In the USA, the documents NFPA 90A, "Standard for the Installation of Air 

Conditioning and Ventilating Systems" and NFPA 92A "Recommended Practice for 

Smoke Control Systems" [NFPA 1993] provide good general discussion of many 

HVAC system types, with sensible installation standards and describe pressure 

control methods similar to the zone control of AS1668, but in more general, 

performance based terms. The action recommended for unitary systems is to shut 

the system down. 

The principal hindrance to the utilisation of the NFPA documents in New Zealand is 

that they cross-refer to NFPA or other US standards in many instances. They could 

however provide a base for formulating an alternative solution. 
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Shutting off 

As an alternative to AS1668, the compliance method most often employed is simply to 

shut off the HVAC system when a fire alarm occurs, as was the normal practice since 

the 1930's. This is employed for all types of HVAC system- central plant and unitary. 

In smaller buildings this is probably acceptable, but for tall buildings there is the 

possibility that shutting off the air conditioning will allow the natural air flows (due to 

stack effect) to assist smoke to travel to occupied areas remote from the fire, more 

than if the HVAC was not shut down. This was discussed further in Section 5 

Recommendations 

For tall buildings with suitable systems there is no doubt that active smoke 

management by zone control methods is the best solution, but for other (unitary) 

systems, the modelling discussed in Section 5 suggests that shutting off the HVAC 
I 

may not be the best solution in all circumstances. In tall buildings with stair 

pressurisation systems, also keeping the outside (fresh) air system operating may 

assist in preventing smoke from entering remote floors via lift shafts and other vertical 

smoke paths. 

The modelling discussed in Section 5 was not exhaustive and some of the basic 

design data necessary for an in-depth study is not available for New Zealand 

conditions. This is an area which could be the subject of more analysis. 

The modelling also suggests that natural smoke movement around a low level 

multistorey building is due to driving forces which are small enough to be overcome by 

passive means (eg smoke seals on doors) whereas for taller buildings an active 

smoke management system is required. This leads to the conclusion that the 

Acceptable Solutions invoke Precaution 9 at levels which are generally reasonable, 

and that active smoke control using the HVAC system is probably unnecessary in 

lower buildings. 
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The author's recommendation is therefore that active smoke control measures should 

be put in place whenever Precaution 9 is invoked, but in other situations the shutting 

down of the HVAC is sufficient. Buildings with unitary systems that require active 

smoke control may need to have additional dedicated equipment to achieve this. 

6.4.3 C3 Paragraph 7.1.1 "Cavity within firecells" 

This paragraph states: 

An upper cavity space acting as an air handling plenum (see Figure 14) 

may extend over more than a single lower space if all the following 

requirements are satisfied: 

a) The upper cavity space shall not extend into another firecell 

except as permitted in Para 7.1.2 {which requires fire-rated 

closures}, 

b) An automatic fire detection and alarm system is fitted 

throughout the firecell, with detectors in the cavity and in all 

return ducts, 

c) Detector activation automatically causes the ventilation 

system to switch from circulation to extract, as required by 

Para 9.6.1, 

d) The ceiling and its supports and surfaces within the cavity are 

non-combustible, 

e) Electrical wiring is laid in metal trays, and 

f) The SF! and SDI of any pipe insulation or acoustic insulation 

comply with the requirements of Table 4. 

The sketch accompanying this paragraph, (Figure 14, shown below as fig 6.2), is 

intended to clarify the requirements. Note that it specifically mentions smoke 

detectors, rather than the fire detectors included in the text, and also depicts a plenum 
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supply, ducted return configuration which is very unusual. The result is that the figure 

confuses more than it clarifys. 

Two possible objectives can be surmised for this paragraph -

(1) to prevent smoke from a fire in one occupied space being transported into another 

occupied space via the ceiling void and air handler, or 

(2) to prevent smoke from a fire located in the cavity from being transported into the 

occupied spaces below. 

The apparent principal objective of this paragraph can be deduced from the 

requirement that it applies only to cavities which extend over more than one lower 

space. The objective would therefore appear to be to prevent smoke spread from one 

room to another. However, the other requirements of non-combustible ceiling 

construction, pipe insulation SFI and SDI limits and electrical cable trays imply that a 

fire originating within the ceiling void is the danger. 

For the purposes of this discussion, both possible objectives are examined. 

Smoke detectors in cevi/y end 
return eir d.Jct. Automatic Ire 

detection end elerm system 

c:::::;;;~~==5~~~==t~~~~~==~~-~~I/Y~ou~gh~out the lirecet 

Spaces 
beiow cavity 

Floor slab 

above 

Ceilir1g 

r----1--CAV/TY AND 

fig 6.2 - Figure 14 from Paragraph 7 .1.1 of C3/AS1 

SPACES FORM 
ONE FIRECELL 

(Note that this paragraph exceeds the performance requirements of clause C3, which 

requires that smoke spread between firecells is prevented. However, this paragraph 

seeks to prevent smoke spread between spaces within the firecell.) 
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What are the implications of this paragraph? 

Ceiling plenums are commonly used as air return paths in both unitary and central 

plant systems. Strictly applying this paragraph requires that whenever the ceiling void 

is used in this manner and it covers more than one room below, then in-ceiling fire 

detection must be fitted (smoke detection, if fig 14 is strictly applied) even if the fire 

alarm standard NZS4512 does not require it. (Indeed, it is possible that the building 

did not previously have a requirement for an alarm system to be.installed at all!) 

Also, there is an implied requirement that the air system is to be capable of operating 

in an extract mode. 

As it is more likely than not that an air system will include more than one room, it is 

very likely that the requirements of this paragraph will be invoked. 

It also needs to be noted that the installation of smoke detection within a ceiling void 

is contrary to the recommendations of most alarm equipment suppliers, due to the 

frequency of false alarms caused by dust in these areas. 

How can the requirement be complied with? 

Apart from the installation of all the items listed in b) to f), the simplest method 

employed to comply with this requirement is to avoid using the ceiling plenum as an 

air return path and installing ductwork to carry the air back to the air handler. This can 

be a severe limitation on the HVAC system designer and has an obvious cost penalty 

in the additional ducting required (though possibly less so than items b to f) as well as 

significantly reducing the flexibility of the system to cater for altering uses of the 

spaces below. 

It also does nothing to prevent the transport of smoke from one room to another via 

the air handler which was one of the deduced objectives of the paragraph. 
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It could also be argued that this will exacerbate the situation if a fire should start within 

the ceiling void, as detection will be delayed as there is possibly no detection system 

fitted and no way of the early fire effects being noticed by the occupants (eg a smell 

of smoke) 

Are the objectives of the paragraph sensible? 

In the author's opinion, the deduced objectives are sensible, but the method of 

execution is not. 

Preventing the transport of smoke from one room to another via the air system is not 

achieved by this paragraph. As mentioned above, strict compliance is achieved by 

utilising a fully ducted system, but this does nothing to prevent the transmission of 

smoke. In fact it could be argued that it will exacerbate the situation by reducing the 

amount of dilution that would be achieved by the air passing through the much bigger 

ceiling void. 

The danger of smoke from a fire originating within the ceiling void is real and would be 

diminished by the measures invoked. However, the danger is just as real whether the 

ceiling void covers more than one space or not. Also, as discussed in section 3.4, 

fires resulting from air conditioning equipment are very rare. 

The question of provision of detectors within the ceiling void is, I believe, already 

adequately covered by NZS4512 (the fire alarm system standard) and NZS4541 (the 

sprinkler standard), but the requirements for non-combustible ceiling construction is 

sensible, as are the SFI and SOl requirements for materials used within the cavity. 

The requirement for electrical wiring to be laid in metal cable trays is somewhat 

unnecessary and it should be sufficient that the wiring is adequately supported clear 

of the ceiling members and other equipment (eg on catenary wire) as is good trade 

practice anyway. 
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How could it be improved? 

I believe the paragraph should clearly indicate the requirements for allowing the use of 

the ceiling void as an air path, regardless of whether it covers more than one lower 

space, but leave the provision of in-ceiling detection to the alarm or sprinkler 

standards, as appropriate. 

My recommendation is to extend the scope to apply to all uses of the ceiling cavity as 

air handling paths, but to make the requirements reasonable.. The wording of this 

paragraph should be amended to read: 

An upper cavity space may be used as an air handling plenum if all the 

following requirements are satisfied: 

a) The upper cavity space shall not extend into another firecell 

except as permitted in Para 7.1.2, 

b) The ceiling and its supports and surfaces within the cavity are 

non-combustible, 

c) Electrical wiring is adequately supported clear of the ceiling 

members and other equipment, and 

d) The SF! and SDI of any materials used such as pipe insulation 

or acoustic insulation comply with the requirements of Table 

4. 

6.4.4 C2 Paragraph 8.2 "Ventilation in enclosed exitways for purpose groups 

SC, SD, SR ·and SA" 

This paragraph gives the requirements for opening areas for natural ventilation in 

exitways that serve more than one household suite, where "pressurisation or 

mechanical ventilation is not provided". The requirements for pressurisation are well 

defined elsewhere in the Acceptable Solutions, but the difficulty that is introduced by 
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this section is that it does not define the extent of mechanical ventilation which is 

adequate to substitute for natural ventilation. 

Building Code clause G4 covers ventilation, and refers to NZS4303 "Ventilation for 

Acceptable Indoor Air Quality". This gives the minimum air flows which are to be 

delivered into a space to maintain reasonable conditions of freshness. For an internal 

corridor space such as an exitway this minimum is 0.251/s/m2
, which equates to an air 

change rate of about 0.35 - 0.4 air changes per hour (based on a normal ceiling 

height of 2.4m). For comparison, continuously occupied spaces require fresh air rates 

of around 1 .5 air changes per hour. 

How does this compare with the ventilation that would be expected from the opening 

areas required by para 8.2? 

The areas for natural ventilation which are called up by this section are: 

Stairways - 1 .5m2 at both top and bottom, or 2.5% of plan floor area at each 

level 

Horizontal paths - 1 .5m2 or 5% of floor area, arranged so that approximately 

two thirds of the area is at the top. 

To make some estimate of the natural air flow rates that would be achieved by these 

areas, a variety of stair heights, floor areas and internal/external temperature 

differences were modelled using CONTAM96 [Walton, 1993]. The resulting air flows 

are summarised in table 6.2, below. Air flows are given in both litres per second and 

air changes per hour. 

The modelling indicates that the air change rates that would be expected due to the 

areas defined by section 8.2 significantly exceed the minimum requirements of 

NZS4303. Large temperature differences are probably unusual in most New Zealand 

locations, but even differences of 2 or 5 degrees are sufficient to induce air change 

rates of 4 to 10 changes per hour, if not more. 
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The conclusion reached is therefore that to attain equivalence with natural ventilation, 

any mechanical ventilation must achieve air change rates matching these. A rate of 4 

changes per hour would seem to be a reasonable minimum, and the clause should be 

amended to include this. 

1200 30.0 820 510 12.8 

34.5 1600 24.0 1100 16.5 670 10.1 

360 13.5 260 9.8 170 6.4 110 4.1 

520 13.0 370 9.3 240 6.0 150 3.8 

1200 18.0 860 12.9 570 8.6 350 5.3 

500 24.0 350 16.8 230 11.0 140 6.7 

800 23.0 560 16.1 370 10.7 230 6.6 

air flows due to natural ventilation 
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7. CONCLUSIONS 

In many fires, the fatalities that occur are often due to the effects of smoke rather than 

from direct contact with the fire. HVAC systems in multistorey buildings can be used 

to actively manage the smoke produced by a fire, but they can equally be instrumental 

in transporting smoke to areas which endanger the occupants, if the HVAC controls 

respond inappropriately to the alarm. An understanding of both the nature and 

volumes of smoke produced and the characteristics of various HVAC systems is vital 

for the Fire and HVAC Engineers to work together to build safe ~ystems. 

This report has described some simple equations to enable the HVAC Engineer to 

appreciate the large volumes of smoke that can be produced by even relatively small 

fires. 

For the benefit of the Fire Engineer, the various types of HVAC systems that are 

commonly found in New Zealand multistorey buildings have been described, with an 

emphasis on how the systems may be appropriate in a smoke control situation. The 

systems have been generally categorised as 'Unitary' or 'Central Plant', depending on 

their ability to deliver air from outside the occupied space or firecell. 

Particular aspects of the Building Code Acceptable Solutions that are relevant to 

HVAC systems in multistorey buildings have been discussed, concentrating on 

aspects which are not particularly clear in their application or objectives. Specific 

recommendations for amendments to the current Acceptable Solutions are: 

C3/AS1 clause 9.6 

This clause is confusing because (at first glance) it is intended to stand alone, 

as do the other clauses in section 9 of C2/AS1. However, on examination it 

does not make sense unless it is read as a continuation of the previous clause. 

The recommendation is that the text is made to be clearly part of the preceding 

clause by a simple renumbering. 
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C3/AS1 clause 9.7 

As the main clause covering the fire behaviour of HVAC systems in multistorey 

buildings, this clause only states that AS1668.1 may be used as a means of 

compliance. It does not make compliance with AS1668.1 mandatory, nor are 

other options given, and it is not even clear whether the clause applies to all 

HVAC systems or only when precaution 9 has been invoked by the Fire Safety 

Annex. A frequently used option is to simply shut the HVAC down on a fire 

alarm. 

Computer modelling of air flows in typical buildings suggests that active smoke 

control is necessary in buildings for which precaution 9 is required '(generally 

tall buildings), but for smaller buildings the shutting off of the HVAC is probably 

sufficient. Active control could be compliance with AS1668.1 or NFPA90A and 

92A. For tall buildings fitted with unitary type systems some form of separate 

smoke control equipment will probably be required, as the HVAC plant is likely 

to be incapable of providing the air flows necessary. 

The modelling also suggests that for buildings fitted with stair pressurisation 

systems there may be some merit in not shutting off the HVAC, to assist in 

preventing smoke from using lift shafts and other risers to enter floors remote 

from the fire. This is an area where further data and analysis is required 

before definitive conclusions can be reached. 

C3/AS1 clause 7.1 ;1 

Clause 7.1.1 contains requirements for concealed (ceiling) spaces that extend 

over more than one lower space if they are to be used as air handling 

plenums. The objective of the clause is not clear and the requirements are (in 

the author's opinion) excessive. The recommendation is that the clause is re

written to give a clear objective and to provide reasonable requirements. A 

suggested revision to the text is given. 

C2/AS1 clause 8.2 

This clause contains a requirement that natural ventilation to exitways should 
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be provided when no pressurisation or mechanical ventilation exists. The 

criteria for pressurisation are well defined but equivalent rates of mechanical 

ventilation are not defined anywhere. Computer modelling was carried out to 

assess the air change rate that the specified natural ventilation areas would 

achieve under a variety of ambient conditions. 

The modelling indicates that an air change rate of at least four changes per 

hour would be achieved by natural ventilation. The clause should be amended 

to require natural ventilation if neither pressurisation nor mechanical ventilation 

of this air change rate is provided. 

The results of some computer modelling of air flows around typical multistorey 

buildings are presented in Section 5. The modelling indicates that the normal HVAC 

airflows may be suitable to influence smoke flows under some conditions, but it is 

dependent on accurate data on building element leakage rates. The data that is 

available on building elements is sparse, and none of it applies specifically to New 

Zealand conditions and building techniques. This is an area of further research that 

would be very useful to pursue. 
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APPENDIX A- LIST OF FIGURES 

2.1 Locations of deaths on upper floors where the fire was on floor 1 

3.1 Smoke plume mass flow comparison 

3.2 Typical leakage areas for walls and floors of commercial buildings 

4.1 Airflows for a fan coil unit system 

4.2 Airflows for an induction unit system 

4.3 Airflows for a variable air volume system 

4.4 Airflows for a constant volume system 

4.5 Airflows for a dual duct system 

5.1 Airflows for a 10 storey building with stack effect alone 

5.2 Airflows for a 10 storey building with stack effect and fresh air 

5.3 Airflows for a 10 storey building with stack effect and stair pressurisation 

5.4 Airflows for a 1 0 storey building with stack effect, fresh air and stair 

pressurisation 

5.5 Airflows for a 20 storey building with stack effect alone 

5.6 Airflows for a 10 storey building with 29°C ambient 

5. 7 Airflows for a 1 0 storey building with tight construction 

6.1 Buildings/occupancies for which Precaution 9 is invoked 

6.2 Figure 14 from paragraph 7.1.1 of C3/AS1 

6.3 Corridor/stairway air flows due to natural ventilation 
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APPENDIX B - MODELLING RESULTS 

The graphs that follow give the air flows and pressures calculated for the various 

building configurations and conditions discussed in Section 5. The air flows are in 

litres per second and the pressure differentials are in Pascals. The modelling was 

carried out using "CONTAM96" [Walton, 1993) 

In all cases the sign conventions used are positive air flows are from the occupied 

space into the riser shafts and positive pressure differences result in positive air flows. 

Level 1 is the ground floor. 

A complete discussion of the modelling carried out is in Section 5, but in summary, the 

features which were kept common to all of the buildings were: 

• Floor plate size - each floor was kept at 800m2 with a perimeter of 120m (ie a 30m 

square building with a .100m2 core). 

• Floor to floor height of 3.5m. 

• Stairwell- each building had a stair core of 16m2 and a perimeter of 16m, with the 

ground level stair doors opening to outside. 

• Lift core - each lift car was taken as occupying a 3x3m space (ie a three lift group 

took up 27m2 and had a perimeter of 24m). 

e Roof- at the roof level of each building was a lift machine room (LMR) and the top 

of the stairwell. The LMR floor area was four times the size of the lift shaft below. 

Each lift had a 0.09m2 rope penetration to the shaft below and the LMR was linked 

to the stairwell by a single door. The stairwell also had a single door to the 

outside. 

• On the ground floor, two doors went to the outside and also the stairwell was

linked to the outside by two doors. 

• The building fabric was taken as being of 'average' construction tightness as 

defined by Klote (1995), except for roof LMR construction which was taken as 

being 'loose'. A limited series of calculations were also performed for 'tight' 

construction. 

• Stair doors were taken as having a 3mm crack all round, with lift doors and ground 

floor entry doors having a 6mm gap all round. 
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Interior temperatures were set at 21°C (normal for office environments) with external 
I 

temperatures of -4°C except for one set of calculations with a 29°C external 

temperature. 

Index to graphs 

1. 3 storey building, stack effect only 

2. 7 storey building, stack effect only 

3. 10 storey building, stack effect only 

4. 20 storey building, stack effect only 

5. 3 storey building, fresh air only 

6. 7 storey building, fresh air only 

7. 10 storey building, fresh air only 

8. 20 storey building, fresh air only 

9. 3 storey building, stair pressurisation only 

10. 7 storey building, stair pressurisation only 

11. 10 storey building, stair pressurisation only 

12. 20 storey building, stair pressurisation only 

13. 3 storey building, fresh air and stair pressurisation 

14. 7 storey building, fresh air and stair pressurisation 

15. 10 storey building, fresh air and stair pressurisation 

16. 20 storey building, fresh air and stair pressurisation 

17. 10 storey building, stack effect only, tight construction 

18. 10 storey building, fresh air only, tight construction 

19. 10 storey building, stair pressurisation only, tight construction 

20. 10 storey building, fresh air and stair pressurisation, tight construction 

21. 10 storey building, stack effect only, 29 degree outside ambient 

22. 10 storey building, fresh air only, 29 degree outside ambient 

23. 10 storey building, stair pressurisation only, 29 degree outside ambient 

24. 10 storey building, fresh air and stair pressurisation, 29 degree outside 

ambient 
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graph 3 - 10 storey building, stack effect only 
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graph 5- 3 storey building, fresh air only 
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graph 6- 7 storey building, fresh air only 
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graph 8- 20 storey building, fresh air only 
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graph 10 - 7 storey building, stair pressurisation only 
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graph 20 - 10 storey building, fresh air+ stair pressurisation, 
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graph 22 - 10 storey building, fresh air, 
29deg ambient 

150 10 

8 

100~----~------,_----~------~------~----~------+------+----~ 
6 

____, 

4 

~ ••. I 

50 ' - " • ' " I'" ' " " " " ' " " .. 2 'i 
~ 

r- Jb - • ~ : • : , •• ~ •• - .......... 
- - .. J < ' : • , : : c • ~ •• : = •••• : 1!'- (J) .......... ·~ ······---1 0 .._ C/) ::••="=·· ::J 

~ C/) 

;- 0 ''./ ~ 
0 v ~ ~ LL 

-50~----~------~------r------r------r------+------+------+----~ 
-4 

-6 
-100+------+------+------+------+------r------r------r------~----~ 

-8 

-150 -10 
1 2 3 4 5 6 7 8 9 10 

level 

I e Stair flow A Lift flow ·· ·· o- ··_··stair dP · · * · · Lift dP I 

i 
(I) 

~ 

~ 



100 

80 

60 

40 

.......... 20 
rn :::: .__.. 

3: 0 
0 

LL 
-20 

-40 

-60 

-80 

-100 

graph 23 - 10 storey building, stair pressurisation only, 
29deg ambient 

-

~ 

~ ~ -

~ 
v-- ----------l ----------~ 

lr---------~ -..... -...... - - .. -........... - ..... - ;....---... -. -
~ ----. 

~ ~ -

~ 

v ~ -

/"' -

v 
1 2 3 4 5 6 7 8 9 10 

level 

1

--- -~~~ -~ ------~- -~~ ----~---::Jnl 

• Stair flow A Lift flow · ·_o-- ·Stair dP -- '*__-- LiftdP 1 

20 

15 

10 

5 

0 

-5 

-10 

-15 

-20 

.......... 
ro 

CL .__.. 
Q) 
L-
:::J 
rn 
rn 
Q) 
L-

CL 

Jl 
~ .... 
c 
01 



-. 
en ::::: 

3: 
0 
LL 

graph 24- 10 storey building, fresh air+ stair pressurisation, 
29deg ambient 

150T------,------,-------.------r------.-----~------~----~------~ 

100~----~-------r------r------+------+-----~------,_----~------~ 

OK 
-50 ~ "'J • • + + + + ~ + 

-100+------1------~------r------+------+-----~------,_----~------~ 

-150~----~------~------~----~------~----~------~----~-------L 

1 2 3 4 5 6 7 8 9 10 

level 

r e Stair flow A Lift flow .. 0 .. Stair dP - -~-- Lif!_dP I 

10 

8 

6 

4 

2 
-. 
co 

Q_ 
.......... 
Q) 

0 '-
::J en 
en 
Q) 

-2 '-
Q_ 

-4 

-6 

-8 

-10 
\) 
Ill 

(Q 
Q) 

..... 
0 
0) 



FIRE ENGINEERING RESEARCH REPORTS 

95/1 Full Residential Scale Backdraft I B Bolliger 
95/2 A Study of Full Scale Room Fire Experiments P AEnright 
95/3 Design of Load-bearing Light Steel Frame Walls for J T Gerlich 

Fire Resistance 

95/4 Full Scale Limited Ventilation Fire Experiments D JMillar 
95/5 An Analysis of Domestic Sprinkler Systems for Use in FRahmanian 

New Zealand 

96/1 The Influence of Non-Uniform Electric Fields on MABelsham 
Combustion Processes 

96/2 Mixing in Fire Induced Doorway Flows J M Clements 
96/3 Fire Design of Single Storey Industrial Buildings B W Cosgrove 
96/4 Modelling Smoke Flow Using Computational Fluid TN Kardos 

Dynamics 

96/5 Under-Ventilated Compartment Fires- A Precursor to ARParkes 
Smoke Explosions 

96/6 An Investigation of the Effects of Sprinklers on MWRadford 
Compartment Fires 

97/1 Sprinkler Trade Off Clauses in the Approved Documents GJBarnes 
97/2 Risk Ranking of Buildings for Life Safety JWBoyes 

97/3 Improving the Waking Effectiveness of Fire Alarms in T Grace 
Residential Areas 

97/4 Study of Evacuation Movement through Different Building PHolmberg 
Components 

97/5 Domestic Fire Hazard in New Zealand KDJirwin 
97/6 An Appraisal of Existing Room-Corner Fire Models D C Robertson 

9717 Fire Resistance of Light Timber Framed Walls and Floors GCThomas 
97/8 Uncertainty Analysis of Zone Fire Models AM Walker 

97/9 New Zealand Building Regulations Five Years Later T M Pastore 
98/1 The Impact of Post-Earthquake Fire on the Built Urban RBotting 

Environment 

98/2 Full Scale Testing of Fire Suppression Agents on Unshielded MJDunn 
Fires 

98/3 Full Scale Testing of Fire Suppression Agents on Shielded N Gravestock 
Fires 

98/4 Predicting Ignition Time Under Transient Heat Flux Using A Henderson 
Results from Constant Flux Experiments 

98/5 Comparison Studies of Zone and CFD Fire Simulations A Lovatt 

98/6 Bench Scale Testing of Light Timber Frame Walls P Olsson 

98/7 Exploratory Salt Water Experiments of Balcony Spill Plume EYYii 
Using Laser Induced Fluorescence Technique 

99/1 Fire Safety and Security in Schools RACarter 

99/2 A Review of the Building Separation Requirements of the JM Clarke 
New Zealand Building Code Acceptable Solutions 

99/3 Effect of Safety Factors in Timed Human Egress Simulations KMCrawford 

99/4 Fire Response of HV AC Systems in Multistorey Buildings: MDixon 
An Examination of the NZBC Acceptable Solutions 

99/5 The Effectiveness of the Domestic Smoke Alarm Signal CDuncan 



99/6 

9917 

99/8 

99/9 

99/10 

99/11 

99/12 

99/13 

99/14 

99/15 

99/16 

Post-flashover Design Fires 

An Analysis of Furniture Heat Release Rates by the Nordtest 

Design for Escape from Fire 

Class A Foam Water Sprinkler Systems 

Review of the New Zealand Standard for Concrete Structures 
(NZS 3101) for High Strength and Lightweight Concrete 
Exposed to Fire 

Simple Empirical Method for Load-Bearing Light Timber 
Framed Walls at Elevated Temperatures 

An Analytical Model for Vertical Flame Spread on Solids: 
An Initial Investigation 

Should Bedroom Doors be Open or Closed While People are 
Sleeping? - A Probabilistic Risk Assessment 

Peoples Awareness of Fire 

Smoke Explosions 

Reliability of Structural Fire Design 

School ofEngineering 
University of Canterbury 

Private Bag 4800, Christchurch, New Zealand 

Phone 643 364-2250 
Fax 643 364-2758 

RFeasey 

J Firestone 

I J Garrett 

DB Hipkins 

MJinwood 

KHLiew 

GANorth 

DLPalmer 

S J Rusbridge 

B J Sutherland 

JKSWong 


	Contents
	Abstract
	Acknowledgements
	1. Introduction
	2. Literature Review
	3. Smoke Management Objectives
	3.1 What is Smoke?
	3.2 Smoke Volumes
	3.3 Leakage Paths
	3.4 Fires in Air Conditioning Equipment

	4. Types of HVAC Systems
	4.1 Air delivery rates
	4.2 Unitary Systems
	4.3 Central Plant Systems
	4.4 Other Systems

	5. Computer Modelling
	5.1 Buildings Modelled
	5.2 Conditions Modelled
	5.3 Observations
	5.4 Conclusions drawn from modelling

	6. The NZ Building Code and the Approved Documents
	6.1 The Document Structure
	6.2 Ventilation and Smoke Control Objectives and Requirements
	6.3 The Requirements of the 'Acceptable Solutions' for HVAC Systems
	6.4 Discussion of HVAC Aspects

	7. Conclusions
	8. References
	Appendices
	Appendix A
	Appendix B

	FIRE ENGINEERING RESEARCH REPORTS


 
 
    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 109 to page 109
     Mask co-ordinates: Left bottom (451.03 528.62) Right top (464.61 569.36) points
      

        
     0
     451.0292 528.6244 464.6086 569.3625 
            
                
         109
         SubDoc
         109
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     108
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 108 to page 108
     Mask co-ordinates: Left bottom (396.71 574.21) Right top (406.41 594.58) points
      

        
     0
     396.7117 574.2123 406.4113 594.5813 
            
                
         108
         SubDoc
         108
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     107
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 108 to page 108
     Mask co-ordinates: Left bottom (441.33 524.74) Right top (479.16 566.45) points
      

        
     0
     441.3297 524.7446 479.1579 566.4526 
            
                
         108
         SubDoc
         108
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     107
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 107 to page 107
     Mask co-ordinates: Left bottom (533.48 323.96) Right top (581.97 422.90) points
      

        
     0
     533.4754 323.9638 581.9731 422.8993 
            
                
         107
         SubDoc
         107
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     106
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 107 to page 107
     Mask co-ordinates: Left bottom (445.21 462.67) Right top (459.76 490.80) points
      

        
     0
     445.2095 462.6674 459.7588 490.7961 
            
                
         107
         SubDoc
         107
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     106
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 107 to page 107
     Mask co-ordinates: Left bottom (391.86 565.48) Right top (407.38 594.58) points
      

        
     0
     391.8619 565.4827 407.3812 594.5813 
            
                
         107
         SubDoc
         107
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     106
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 107 to page 107
     Mask co-ordinates: Left bottom (450.06 528.62) Right top (468.49 555.78) points
      

        
     0
     450.0592 528.6244 468.4884 555.7831 
            
                
         107
         SubDoc
         107
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     106
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 106 to page 106
     Mask co-ordinates: Left bottom (386.04 569.36) Right top (403.50 592.64) points
      

        
     0
     386.0422 569.3625 403.5014 592.6414 
            
                
         106
         SubDoc
         106
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     105
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 106 to page 106
     Mask co-ordinates: Left bottom (457.82 532.50) Right top (474.31 554.81) points
      

        
     0
     457.8189 532.5042 474.3081 554.8132 
            
                
         106
         SubDoc
         106
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     105
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 105 to page 105
     Mask co-ordinates: Left bottom (452.00 515.04) Right top (472.37 546.08) points
      

        
     0
     451.9991 515.045 472.3682 546.0836 
            
                
         105
         SubDoc
         105
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     104
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 105 to page 105
     Mask co-ordinates: Left bottom (559.66 409.32) Right top (655.69 607.19) points
      

        
     0
     559.6642 409.3199 655.6898 607.1907 
            
                
         105
         SubDoc
         105
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     104
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 104 to page 104
     Mask co-ordinates: Left bottom (453.94 519.89) Right top (472.37 548.02) points
      

        
     0
     453.9391 519.8948 472.3682 548.0235 
            
                
         104
         SubDoc
         104
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     103
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 103 to page 103
     Mask co-ordinates: Left bottom (446.18 509.23) Right top (470.43 558.69) points
      

        
     0
     446.1794 509.2253 470.4283 558.693 
            
                
         103
         SubDoc
         103
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     102
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 97 to page 97
     Mask co-ordinates: Left bottom (441.33 499.53) Right top (459.76 564.51) points
      

        
     0
     441.3297 499.5257 459.7588 564.5127 
            
                
         97
         SubDoc
         97
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     96
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 96 to page 96
     Mask co-ordinates: Left bottom (549.96 331.72) Right top (624.65 519.89) points
      

        
     0
     549.9647 331.7234 624.6512 519.8948 
            
                
         96
         SubDoc
         96
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     95
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 94 to page 94
     Mask co-ordinates: Left bottom (399.62 548.99) Right top (410.29 593.61) points
      

        
     0
     399.6216 548.9934 410.2911 593.6114 
            
                
         94
         SubDoc
         94
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     93
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 94 to page 94
     Mask co-ordinates: Left bottom (440.36 503.41) Right top (481.10 570.33) points
      

        
     0
     440.3597 503.4055 481.0978 570.3325 
            
                
         94
         SubDoc
         94
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     93
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 94 to page 94
     Mask co-ordinates: Left bottom (444.24 508.26) Right top (461.70 570.33) points
      

        
     0
     444.2395 508.2553 461.6987 570.3325 
            
                
         94
         SubDoc
         94
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     93
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 94 to page 94
     Mask co-ordinates: Left bottom (450.06 500.50) Right top (461.70 570.33) points
      

        
     0
     450.0592 500.4957 461.6987 570.3325 
            
                
         94
         SubDoc
         94
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     93
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 93 to page 93
     Mask co-ordinates: Left bottom (447.15 537.35) Right top (467.52 559.66) points
      

        
     0
     447.1494 537.3539 467.5184 559.663 
            
                
         93
         SubDoc
         93
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     92
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 91 to page 91
     Mask co-ordinates: Left bottom (388.95 541.23) Right top (402.53 585.85) points
      

        
     0
     388.9521 541.2338 402.5314 585.8517 
            
                
         91
         SubDoc
         91
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     90
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 91 to page 91
     Mask co-ordinates: Left bottom (449.09 536.38) Right top (467.52 565.48) points
      

        
     0
     449.0893 536.384 467.5184 565.4827 
            
                
         91
         SubDoc
         91
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     90
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 90 to page 90
     Mask co-ordinates: Left bottom (398.65 545.11) Right top (409.32 589.73) points
      

        
     0
     398.6516 545.1136 409.3211 589.7316 
            
                
         90
         SubDoc
         90
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     89
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 90 to page 90
     Mask co-ordinates: Left bottom (454.91 508.26) Right top (468.49 588.76) points
      

        
     0
     454.909 508.2553 468.4884 588.7616 
            
                
         90
         SubDoc
         90
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     89
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 88 to page 88
     Mask co-ordinates: Left bottom (454.91 527.65) Right top (483.04 557.72) points
      

        
     0
     454.909 527.6544 483.0377 557.723 
            
                
         88
         SubDoc
         88
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     87
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 88 to page 88
     Mask co-ordinates: Left bottom (494.68 590.70) Right top (517.96 631.44) points
      

        
     0
     494.6772 590.7015 517.9561 631.4396 
            
                
         88
         SubDoc
         88
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     87
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 87 to page 87
     Mask co-ordinates: Left bottom (394.77 632.41) Right top (421.93 680.91) points
      

        
     0
     394.7718 632.4096 421.9305 680.9073 
            
                
         87
         SubDoc
         87
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     86
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 87 to page 87
     Mask co-ordinates: Left bottom (307.48 426.78) Right top (327.84 466.55) points
      

        
     0
     307.4758 426.7791 327.8449 466.5472 
            
                
         87
         SubDoc
         87
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     86
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 87 to page 87
     Mask co-ordinates: Left bottom (350.15 563.54) Right top (363.73 608.16) points
      

        
     0
     350.1538 563.5428 363.7332 608.1607 
            
                
         87
         SubDoc
         87
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     86
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 87 to page 87
     Mask co-ordinates: Left bottom (393.80 543.17) Right top (426.78 605.25) points
      

        
     0
     393.8018 543.1737 426.7803 605.2509 
            
                
         87
         SubDoc
         87
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     86
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 87 to page 87
     Mask co-ordinates: Left bottom (444.24 535.41) Right top (471.40 582.94) points
      

        
     0
     444.2395 535.4141 471.3983 582.9419 
            
                
         87
         SubDoc
         87
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     86
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 86 to page 86
     Mask co-ordinates: Left bottom (386.04 527.65) Right top (414.17 607.19) points
      

        
     0
     386.0422 527.6544 414.1709 607.1907 
            
                
         86
         SubDoc
         86
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     85
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 86 to page 86
     Mask co-ordinates: Left bottom (349.18 437.45) Right top (367.61 476.25) points
      

        
     0
     349.1839 437.4486 367.613 476.2468 
            
                
         86
         SubDoc
         86
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     85
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 86 to page 86
     Mask co-ordinates: Left bottom (448.12 502.44) Right top (483.04 581.00) points
      

        
     0
     448.1193 502.4356 483.0377 581.002 
            
                
         86
         SubDoc
         86
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     85
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 85 to page 85
     Mask co-ordinates: Left bottom (376.34 400.59) Right top (663.45 605.25) points
      

        
     0
     376.3427 400.5903 663.4494 605.2509 
            
                
         85
         SubDoc
         85
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     84
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 84 to page 84
     Mask co-ordinates: Left bottom (434.54 541.23) Right top (481.10 561.60) points
      

        
     0
     434.5399 541.2338 481.0978 561.6028 
            
                
         84
         SubDoc
         84
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     83
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 84 to page 84
     Mask co-ordinates: Left bottom (394.77 556.75) Right top (405.44 579.06) points
      

        
     0
     394.7718 556.7531 405.4413 579.0621 
            
                
         84
         SubDoc
         84
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     83
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 83 to page 83
     Mask co-ordinates: Left bottom (565.48 359.85) Right top (657.63 520.86) points
      

        
     0
     565.4839 359.8521 657.6297 520.8647 
            
                
         83
         SubDoc
         83
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     82
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 83 to page 83
     Mask co-ordinates: Left bottom (445.21 526.68) Right top (472.37 578.09) points
      

        
     0
     445.2095 526.6844 472.3682 578.0921 
            
                
         83
         SubDoc
         83
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     82
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 83 to page 83
     Mask co-ordinates: Left bottom (385.07 564.51) Right top (429.69 597.49) points
      

        
     0
     385.0722 564.5127 429.6902 597.4912 
            
                
         83
         SubDoc
         83
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     82
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 82 to page 82
     Mask co-ordinates: Left bottom (446.18 462.67) Right top (510.20 558.69) points
      

        
     0
     446.1794 462.6674 510.1965 558.693 
            
                
         82
         SubDoc
         82
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     81
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 81 to page 81
     Mask co-ordinates: Left bottom (382.16 567.42) Right top (413.20 581.97) points
      

        
     0
     382.1624 567.4226 413.201 581.9719 
            
                
         81
         SubDoc
         81
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     80
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 81 to page 81
     Mask co-ordinates: Left bottom (445.21 516.01) Right top (501.47 549.96) points
      

        
     0
     445.2095 516.015 501.4669 549.9634 
            
                
         81
         SubDoc
         81
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     80
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 80 to page 80
     Mask co-ordinates: Left bottom (452.97 542.20) Right top (484.98 558.69) points
      

        
     0
     452.9691 542.2037 484.9776 558.693 
            
                
         80
         SubDoc
         80
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     79
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 79 to page 79
     Mask co-ordinates: Left bottom (-48.50 764.32) Right top (319.12 845.80) points
      

        
     0
     -48.4978 764.3235 319.1153 845.7997 
            
                
         79
         SubDoc
         79
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     78
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 79 to page 79
     Mask co-ordinates: Left bottom (387.01 566.45) Right top (420.96 578.09) points
      

        
     0
     387.0121 566.4526 420.9606 578.0921 
            
                
         79
         SubDoc
         79
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     78
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 79 to page 79
     Mask co-ordinates: Left bottom (451.03 519.89) Right top (483.04 546.08) points
      

        
     0
     451.0292 519.8948 483.0377 546.0836 
            
                
         79
         SubDoc
         79
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     78
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 78 to page 78
     Mask co-ordinates: Left bottom (438.42 532.50) Right top (497.59 559.66) points
      

        
     0
     438.4198 532.5042 497.587 559.663 
            
                
         78
         SubDoc
         78
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     77
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 77 to page 77
     Mask co-ordinates: Left bottom (559.66 -3.88) Right top (792.45 406.41) points
      

        
     0
     559.6642 -3.8811 792.4534 406.41 
            
                
         77
         SubDoc
         77
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     76
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 75 to page 75
     Mask co-ordinates: Left bottom (552.87 -3.88) Right top (754.63 387.98) points
      

        
     0
     552.8745 -3.8811 754.6252 387.9809 
            
                
         75
         SubDoc
         75
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     74
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 75 to page 75
     Mask co-ordinates: Left bottom (448.12 536.38) Right top (467.52 549.96) points
      

        
     0
     448.1193 536.384 467.5184 549.9634 
            
                
         75
         SubDoc
         75
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     74
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 74 to page 74
     Mask co-ordinates: Left bottom (446.18 543.17) Right top (483.04 565.48) points
      

        
     0
     446.1794 543.1737 483.0377 565.4827 
            
                
         74
         SubDoc
         74
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     73
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 73 to page 73
     Mask co-ordinates: Left bottom (436.48 533.47) Right top (484.98 552.87) points
      

        
     0
     436.4799 533.4741 484.9776 552.8732 
            
                
         73
         SubDoc
         73
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     72
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 73 to page 73
     Mask co-ordinates: Left bottom (123.18 194.96) Right top (141.61 206.60) points
      

        
     0
     123.1843 194.9598 141.6135 206.5992 
            
                
         73
         SubDoc
         73
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     72
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 73 to page 73
     Mask co-ordinates: Left bottom (558.69 -3.88) Right top (783.72 370.52) points
      

        
     0
     558.6942 -3.8811 783.7239 370.5217 
            
                
         73
         SubDoc
         73
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     72
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 72 to page 72
     Mask co-ordinates: Left bottom (385.07 568.39) Right top (431.63 586.82) points
      

        
     0
     385.0722 568.3925 431.6301 586.8217 
            
                
         72
         SubDoc
         72
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     71
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 71 to page 71
     Mask co-ordinates: Left bottom (564.51 -2.91) Right top (702.25 270.62) points
      

        
     0
     564.514 -2.9111 702.2476 270.6163 
            
                
         71
         SubDoc
         71
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     70
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 70 to page 70
     Mask co-ordinates: Left bottom (448.12 648.90) Right top (487.89 666.36) points
      

        
     0
     448.1193 648.8988 487.8875 666.358 
            
                
         70
         SubDoc
         70
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     69
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 70 to page 70
     Mask co-ordinates: Left bottom (545.11 347.24) Right top (655.69 516.98) points
      

        
     0
     545.1149 347.2427 655.6898 516.9849 
            
                
         70
         SubDoc
         70
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     69
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 70 to page 70
     Mask co-ordinates: Left bottom (388.95 -3.88) Right top (645.02 46.56) points
      

        
     0
     388.9521 -3.8811 645.0203 46.5566 
            
                
         70
         SubDoc
         70
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     69
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 69 to page 69
     Mask co-ordinates: Left bottom (509.23 -3.88) Right top (781.78 518.92) points
      

        
     0
     509.2265 -3.8811 781.7839 518.9248 
            
                
         69
         SubDoc
         69
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     68
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 69 to page 69
     Mask co-ordinates: Left bottom (379.25 536.38) Right top (477.22 582.94) points
      

        
     0
     379.2525 536.384 477.218 582.9419 
            
                
         69
         SubDoc
         69
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     68
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 68 to page 68
     Mask co-ordinates: Left bottom (395.74 513.11) Right top (581.00 581.97) points
      

        
     0
     395.7418 513.1051 581.0032 581.9719 
            
                
         68
         SubDoc
         68
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     67
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 67 to page 67
     Mask co-ordinates: Left bottom (503.41 -3.88) Right top (750.75 290.99) points
      

        
     0
     503.4068 -3.8811 750.7454 290.9853 
            
                
         67
         SubDoc
         67
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     66
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 67 to page 67
     Mask co-ordinates: Left bottom (376.34 510.20) Right top (515.05 596.52) points
      

        
     0
     376.3427 510.1952 515.0463 596.5212 
            
                
         67
         SubDoc
         67
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     66
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 66 to page 66
     Mask co-ordinates: Left bottom (457.82 545.11) Right top (475.28 551.90) points
      

        
     0
     457.8189 545.1136 475.2781 551.9033 
            
                
         66
         SubDoc
         66
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     65
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 66 to page 66
     Mask co-ordinates: Left bottom (375.37 568.39) Right top (417.08 604.28) points
      

        
     0
     375.3727 568.3925 417.0807 604.2809 
            
                
         66
         SubDoc
         66
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     65
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 65 to page 65
     Mask co-ordinates: Left bottom (372.46 525.71) Right top (499.53 601.37) points
      

        
     0
     372.4628 525.7145 499.5269 601.371 
            
                
         65
         SubDoc
         65
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     64
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 65 to page 65
     Mask co-ordinates: Left bottom (552.87 -3.88) Right top (666.36 564.51) points
      

        
     0
     552.8745 -3.8811 666.3593 564.5127 
            
                
         65
         SubDoc
         65
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     64
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 64 to page 64
     Mask co-ordinates: Left bottom (385.07 531.53) Right top (489.83 592.64) points
      

        
     0
     385.0722 531.5342 489.8274 592.6414 
            
                
         64
         SubDoc
         64
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     63
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 63 to page 63
     Mask co-ordinates: Left bottom (559.66 -3.88) Right top (758.51 386.04) points
      

        
     0
     559.6642 -3.8811 758.505 386.041 
            
                
         63
         SubDoc
         63
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     62
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 62 to page 62
     Mask co-ordinates: Left bottom (453.94 520.86) Right top (488.86 554.81) points
      

        
     0
     453.9391 520.8647 488.8575 554.8132 
            
                
         62
         SubDoc
         62
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     61
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 61 to page 61
     Mask co-ordinates: Left bottom (563.54 -3.88) Right top (844.83 462.67) points
      

        
     0
     563.544 -3.8811 844.8311 462.6674 
            
                
         61
         SubDoc
         61
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     60
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 61 to page 61
     Mask co-ordinates: Left bottom (392.83 567.42) Right top (418.05 581.00) points
      

        
     0
     392.8319 567.4226 418.0507 581.002 
            
                
         61
         SubDoc
         61
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     60
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 61 to page 61
     Mask co-ordinates: Left bottom (455.88 532.50) Right top (470.43 543.17) points
      

        
     0
     455.879 532.5042 470.4283 543.1737 
            
                
         61
         SubDoc
         61
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     60
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 60 to page 60
     Mask co-ordinates: Left bottom (452.97 538.32) Right top (484.01 552.87) points
      

        
     0
     452.9691 538.3239 484.0077 552.8732 
            
                
         60
         SubDoc
         60
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     59
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 59 to page 59
     Mask co-ordinates: Left bottom (543.17 -3.88) Right top (850.65 546.08) points
      

        
     0
     543.1749 -3.8811 850.6508 546.0836 
            
                
         59
         SubDoc
         59
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     58
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 59 to page 59
     Mask co-ordinates: Left bottom (422.90 517.95) Right top (511.17 555.78) points
      

        
     0
     422.9005 517.9548 511.1664 555.7831 
            
                
         59
         SubDoc
         59
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     58
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 58 to page 58
     Mask co-ordinates: Left bottom (478.19 493.71) Right top (582.94 573.24) points
      

        
     0
     478.188 493.706 582.9431 573.2423 
            
                
         58
         SubDoc
         58
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     57
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 58 to page 58
     Mask co-ordinates: Left bottom (385.07 569.36) Right top (456.85 591.67) points
      

        
     0
     385.0722 569.3625 456.8489 591.6714 
            
                
         58
         SubDoc
         58
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     57
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 57 to page 57
     Mask co-ordinates: Left bottom (378.28 569.36) Right top (413.20 583.91) points
      

        
     0
     378.2826 569.3625 413.201 583.9118 
            
                
         57
         SubDoc
         57
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     56
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 57 to page 57
     Mask co-ordinates: Left bottom (539.30 -3.88) Right top (765.29 387.98) points
      

        
     0
     539.2951 -3.8811 765.2947 387.9809 
            
                
         57
         SubDoc
         57
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     56
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 56 to page 56
     Mask co-ordinates: Left bottom (381.19 572.27) Right top (418.05 598.46) points
      

        
     0
     381.1924 572.2723 418.0507 598.4611 
            
                
         56
         SubDoc
         56
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     55
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 56 to page 56
     Mask co-ordinates: Left bottom (517.96 391.86) Right top (639.20 506.32) points
      

        
     0
     517.9561 391.8607 639.2005 506.3154 
            
                
         56
         SubDoc
         56
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     55
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 55 to page 55
     Mask co-ordinates: Left bottom (574.21 -3.88) Right top (811.85 356.94) points
      

        
     0
     574.2135 -3.8811 811.8525 356.9423 
            
                
         55
         SubDoc
         55
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     54
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 55 to page 55
     Mask co-ordinates: Left bottom (516.99 375.37) Right top (582.94 473.34) points
      

        
     0
     516.9861 375.3714 582.9431 473.3369 
            
                
         55
         SubDoc
         55
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     54
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 54 to page 54
     Mask co-ordinates: Left bottom (386.04 569.36) Right top (403.50 586.82) points
      

        
     0
     386.0422 569.3625 403.5014 586.8217 
            
                
         54
         SubDoc
         54
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     53
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 54 to page 54
     Mask co-ordinates: Left bottom (455.88 527.65) Right top (486.92 552.87) points
      

        
     0
     455.879 527.6544 486.9175 552.8732 
            
                
         54
         SubDoc
         54
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     53
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 53 to page 53
     Mask co-ordinates: Left bottom (387.01 566.45) Right top (410.29 576.15) points
      

        
     0
     387.0121 566.4526 410.2911 576.1522 
            
                
         53
         SubDoc
         53
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     52
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 53 to page 53
     Mask co-ordinates: Left bottom (519.90 466.55) Right top (567.42 528.62) points
      

        
     0
     519.896 466.5472 567.4238 528.6244 
            
                
         53
         SubDoc
         53
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     52
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 50 to page 50
     Mask co-ordinates: Left bottom (448.12 525.71) Right top (478.19 548.99) points
      

        
     0
     448.1193 525.7145 478.188 548.9934 
            
                
         50
         SubDoc
         50
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     49
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 49 to page 49
     Mask co-ordinates: Left bottom (554.81 -3.88) Right top (923.40 506.32) points
      

        
     0
     554.8144 -3.8811 923.3974 506.3154 
            
                
         49
         SubDoc
         49
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     48
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 49 to page 49
     Mask co-ordinates: Left bottom (417.08 538.32) Right top (473.34 557.72) points
      

        
     0
     417.0807 538.3239 473.3382 557.723 
            
                
         49
         SubDoc
         49
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     48
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 49 to page 49
     Mask co-ordinates: Left bottom (388.95 567.42) Right top (398.65 574.21) points
      

        
     0
     388.9521 567.4226 398.6516 574.2123 
            
                
         49
         SubDoc
         49
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     48
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 48 to page 48
     Mask co-ordinates: Left bottom (348.21 497.59) Right top (359.85 529.59) points
      

        
     0
     348.2139 497.5858 359.8534 529.5943 
            
                
         48
         SubDoc
         48
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     47
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 48 to page 48
     Mask co-ordinates: Left bottom (458.79 534.44) Right top (481.10 549.96) points
      

        
     0
     458.7888 534.4441 481.0978 549.9634 
            
                
         48
         SubDoc
         48
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     47
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 47 to page 47
     Mask co-ordinates: Left bottom (393.80 564.51) Right top (419.02 594.58) points
      

        
     0
     393.8018 564.5127 419.0207 594.5813 
            
                
         47
         SubDoc
         47
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     46
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 47 to page 47
     Mask co-ordinates: Left bottom (519.90 607.19) Right top (556.75 678.97) points
      

        
     0
     519.896 607.1907 556.7543 678.9674 
            
                
         47
         SubDoc
         47
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     46
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 47 to page 47
     Mask co-ordinates: Left bottom (452.00 527.65) Right top (474.31 550.93) points
      

        
     0
     451.9991 527.6544 474.3081 550.9333 
            
                
         47
         SubDoc
         47
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     46
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 46 to page 46
     Mask co-ordinates: Left bottom (385.07 541.23) Right top (493.71 601.37) points
      

        
     0
     385.0722 541.2338 493.7072 601.371 
            
                
         46
         SubDoc
         46
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     45
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 45 to page 45
     Mask co-ordinates: Left bottom (558.69 -3.88) Right top (768.20 444.24) points
      

        
     0
     558.6942 -3.8811 768.2046 444.2383 
            
                
         45
         SubDoc
         45
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     44
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 45 to page 45
     Mask co-ordinates: Left bottom (451.03 532.50) Right top (473.34 554.81) points
      

        
     0
     451.0292 532.5042 473.3382 554.8132 
            
                
         45
         SubDoc
         45
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     44
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 43 to page 43
     Mask co-ordinates: Left bottom (343.36 701.28) Right top (391.86 753.65) points
      

        
     0
     343.3642 701.2764 391.8619 753.654 
            
                
         43
         SubDoc
         43
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     42
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 41 to page 41
     Mask co-ordinates: Left bottom (378.28 569.36) Right top (416.11 586.82) points
      

        
     0
     378.2826 569.3625 416.1108 586.8217 
            
                
         41
         SubDoc
         41
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     40
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 39 to page 39
     Mask co-ordinates: Left bottom (446.18 528.62) Right top (483.04 567.42) points
      

        
     0
     446.1794 528.6244 483.0377 567.4226 
            
                
         39
         SubDoc
         39
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     38
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 37 to page 37
     Mask co-ordinates: Left bottom (342.39 730.38) Right top (409.32 786.63) points
      

        
     0
     342.3942 730.3751 409.3211 786.6324 
            
                
         37
         SubDoc
         37
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     36
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 37 to page 37
     Mask co-ordinates: Left bottom (259.95 810.88) Right top (354.03 845.80) points
      

        
     0
     259.948 810.8813 354.0337 845.7997 
            
                
         37
         SubDoc
         37
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     36
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 38 to page 38
     Mask co-ordinates: Left bottom (178.47 810.88) Right top (337.54 845.80) points
      

        
     0
     178.4718 810.8813 337.5444 845.7997 
            
                
         38
         SubDoc
         38
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     37
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 37 to page 37
     Mask co-ordinates: Left bottom (451.03 534.44) Right top (465.58 561.60) points
      

        
     0
     451.0292 534.4441 465.5785 561.6028 
            
                
         37
         SubDoc
         37
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     36
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 36 to page 36
     Mask co-ordinates: Left bottom (382.16 517.95) Right top (538.33 587.79) points
      

        
     0
     382.1624 517.9548 538.3252 587.7916 
            
                
         36
         SubDoc
         36
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     35
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 35 to page 35
     Mask co-ordinates: Left bottom (550.93 -3.88) Right top (762.38 568.39) points
      

        
     0
     550.9346 -3.8811 762.3848 568.3925 
            
                
         35
         SubDoc
         35
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     34
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 35 to page 35
     Mask co-ordinates: Left bottom (534.45 451.03) Right top (661.51 678.97) points
      

        
     0
     534.4454 451.028 661.5095 678.9674 
            
                
         35
         SubDoc
         35
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     34
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 34 to page 34
     Mask co-ordinates: Left bottom (451.03 528.62) Right top (494.68 553.84) points
      

        
     0
     451.0292 528.6244 494.6772 553.8432 
            
                
         34
         SubDoc
         34
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     33
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 33 to page 33
     Mask co-ordinates: Left bottom (-29.10 735.22) Right top (330.75 845.80) points
      

        
     0
     -29.0987 735.2249 330.7548 845.7997 
            
                
         33
         SubDoc
         33
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     32
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 32 to page 32
     Mask co-ordinates: Left bottom (7.76 751.71) Right top (117.36 845.80) points
      

        
     0
     7.7596 751.7141 117.3646 845.7997 
            
                
         32
         SubDoc
         32
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     31
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 31 to page 31
     Mask co-ordinates: Left bottom (497.59 787.60) Right top (595.55 832.22) points
      

        
     0
     497.587 787.6024 595.5526 832.2204 
            
                
         31
         SubDoc
         31
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     30
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 31 to page 31
     Mask co-ordinates: Left bottom (50.44 540.26) Right top (137.73 694.49) points
      

        
     0
     50.4377 540.2639 137.7336 694.4867 
            
                
         31
         SubDoc
         31
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     30
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 31 to page 31
     Mask co-ordinates: Left bottom (452.00 455.88) Right top (546.08 569.36) points
      

        
     0
     451.9991 455.8777 546.0848 569.3625 
            
                
         31
         SubDoc
         31
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     30
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 30 to page 30
     Mask co-ordinates: Left bottom (170.71 778.87) Right top (369.55 845.80) points
      

        
     0
     170.7121 778.8728 369.5529 845.7997 
            
                
         30
         SubDoc
         30
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     29
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 30 to page 30
     Mask co-ordinates: Left bottom (81.48 553.84) Right top (139.67 645.02) points
      

        
     0
     81.4762 553.8432 139.6736 645.019 
            
                
         30
         SubDoc
         30
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     29
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 30 to page 30
     Mask co-ordinates: Left bottom (450.06 448.12) Right top (525.72 565.48) points
      

        
     0
     450.0592 448.1181 525.7158 565.4827 
            
                
         30
         SubDoc
         30
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     29
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 29 to page 29
     Mask co-ordinates: Left bottom (541.24 -3.88) Right top (791.48 727.47) points
      

        
     0
     541.235 -3.8811 791.4835 727.4652 
            
                
         29
         SubDoc
         29
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     28
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 29 to page 29
     Mask co-ordinates: Left bottom (383.13 524.74) Right top (529.60 590.70) points
      

        
     0
     383.1323 524.7446 529.5956 590.7015 
            
                
         29
         SubDoc
         29
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     28
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 28 to page 28
     Mask co-ordinates: Left bottom (398.65 488.86) Right top (560.63 581.97) points
      

        
     0
     398.6516 488.8562 560.6342 581.9719 
            
                
         28
         SubDoc
         28
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     27
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 27 to page 27
     Mask co-ordinates: Left bottom (311.36 397.68) Right top (340.45 421.93) points
      

        
     0
     311.3557 397.6804 340.4543 421.9293 
            
                
         27
         SubDoc
         27
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     26
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 26 to page 26
     Mask co-ordinates: Left bottom (395.74 575.18) Right top (404.47 580.03) points
      

        
     0
     395.7418 575.1823 404.4713 580.032 
            
                
         26
         SubDoc
         26
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     25
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 25 to page 25
     Mask co-ordinates: Left bottom (389.92 559.66) Right top (399.62 575.18) points
      

        
     0
     389.922 559.663 399.6216 575.1823 
            
                
         25
         SubDoc
         25
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     24
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 24 to page 24
     Mask co-ordinates: Left bottom (-68.87 422.90) Right top (76.63 631.44) points
      

        
     0
     -68.8668 422.8993 76.6265 631.4396 
            
                
         24
         SubDoc
         24
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     23
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 24 to page 24
     Mask co-ordinates: Left bottom (-49.47 -3.88) Right top (602.34 545.11) points
      

        
     0
     -49.4677 -3.8811 602.3422 545.1136 
            
                
         24
         SubDoc
         24
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     23
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 24 to page 24
     Mask co-ordinates: Left bottom (539.30 445.21) Right top (671.21 601.37) points
      

        
     0
     539.2951 445.2082 671.209 601.371 
            
                
         24
         SubDoc
         24
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     23
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 24 to page 24
     Mask co-ordinates: Left bottom (327.84 423.87) Right top (501.47 583.91) points
      

        
     0
     327.8449 423.8692 501.4669 583.9118 
            
                
         24
         SubDoc
         24
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     23
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 23 to page 23
     Mask co-ordinates: Left bottom (351.12 536.38) Right top (483.04 596.52) points
      

        
     0
     351.1238 536.384 483.0377 596.5212 
            
                
         23
         SubDoc
         23
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     22
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 21 to page 21
     Mask co-ordinates: Left bottom (452.97 537.35) Right top (475.28 547.05) points
      

        
     0
     452.9691 537.3539 475.2781 547.0535 
            
                
         21
         SubDoc
         21
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     20
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 19 to page 19
     Mask co-ordinates: Left bottom (387.01 568.39) Right top (409.32 587.79) points
      

        
     0
     387.0121 568.3925 409.3211 587.7916 
            
                
         19
         SubDoc
         19
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     18
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 19 to page 19
     Mask co-ordinates: Left bottom (450.06 527.65) Right top (487.89 548.02) points
      

        
     0
     450.0592 527.6544 487.8875 548.0235 
            
                
         19
         SubDoc
         19
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     18
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 17 to page 17
     Mask co-ordinates: Left bottom (374.40 639.20) Right top (441.33 687.70) points
      

        
     0
     374.4027 639.1993 441.3297 687.697 
            
                
         17
         SubDoc
         17
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     16
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 17 to page 17
     Mask co-ordinates: Left bottom (444.24 518.92) Right top (499.53 557.72) points
      

        
     0
     444.2395 518.9248 499.5269 557.723 
            
                
         17
         SubDoc
         17
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     16
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 16 to page 16
     Mask co-ordinates: Left bottom (398.65 517.95) Right top (521.84 581.00) points
      

        
     0
     398.6516 517.9548 521.8359 581.002 
            
                
         16
         SubDoc
         16
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     15
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 14 to page 14
     Mask co-ordinates: Left bottom (393.80 573.24) Right top (409.32 586.82) points
      

        
     0
     393.8018 573.2423 409.3211 586.8217 
            
                
         14
         SubDoc
         14
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     13
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 13 to page 13
     Mask co-ordinates: Left bottom (374.40 588.76) Right top (395.74 607.19) points
      

        
     0
     374.4027 588.7616 395.7418 607.1907 
            
                
         13
         SubDoc
         13
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     12
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 13 to page 13
     Mask co-ordinates: Left bottom (392.83 533.47) Right top (491.77 575.18) points
      

        
     0
     392.8319 533.4741 491.7673 575.1823 
            
                
         13
         SubDoc
         13
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     12
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 12 to page 12
     Mask co-ordinates: Left bottom (394.77 572.27) Right top (408.35 579.06) points
      

        
     0
     394.7718 572.2723 408.3512 579.0621 
            
                
         12
         SubDoc
         12
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     11
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 12 to page 12
     Mask co-ordinates: Left bottom (452.97 518.92) Right top (491.77 550.93) points
      

        
     0
     452.9691 518.9248 491.7673 550.9333 
            
                
         12
         SubDoc
         12
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     11
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 10 to page 10
     Mask co-ordinates: Left bottom (348.21 539.29) Right top (415.14 581.00) points
      

        
     0
     348.2139 539.2939 415.1408 581.002 
            
                
         10
         SubDoc
         10
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     9
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 10 to page 10
     Mask co-ordinates: Left bottom (443.27 540.26) Right top (477.22 563.54) points
      

        
     0
     443.2696 540.2639 477.218 563.5428 
            
                
         10
         SubDoc
         10
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     9
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 9 to page 9
     Mask co-ordinates: Left bottom (452.00 541.23) Right top (462.67 543.17) points
      

        
     0
     451.9991 541.2338 462.6687 543.1737 
            
                
         9
         SubDoc
         9
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     8
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 8 to page 8
     Mask co-ordinates: Left bottom (397.68 574.21) Right top (408.35 579.06) points
      

        
     0
     397.6817 574.2123 408.3512 579.0621 
            
                
         8
         SubDoc
         8
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     7
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 8 to page 8
     Mask co-ordinates: Left bottom (455.88 530.56) Right top (497.59 553.84) points
      

        
     0
     455.879 530.5643 497.587 553.8432 
            
                
         8
         SubDoc
         8
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     7
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 7 to page 7
     Mask co-ordinates: Left bottom (506.32 279.35) Right top (527.66 302.62) points
      

        
     0
     506.3167 279.3459 527.6556 302.6248 
            
                
         7
         SubDoc
         7
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     6
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 7 to page 7
     Mask co-ordinates: Left bottom (384.10 566.45) Right top (408.35 590.70) points
      

        
     0
     384.1023 566.4526 408.3512 590.7015 
            
                
         7
         SubDoc
         7
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     6
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 7 to page 7
     Mask co-ordinates: Left bottom (445.21 529.59) Right top (485.95 549.96) points
      

        
     0
     445.2095 529.5943 485.9476 549.9634 
            
                
         7
         SubDoc
         7
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     6
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 5 to page 5
     Mask co-ordinates: Left bottom (520.87 357.91) Right top (582.94 455.88) points
      

        
     0
     520.866 357.9122 582.9431 455.8777 
            
                
         5
         SubDoc
         5
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     4
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 5 to page 5
     Mask co-ordinates: Left bottom (534.45 372.46) Right top (589.73 475.28) points
      

        
     0
     534.4454 372.4616 589.7328 475.2768 
            
                
         5
         SubDoc
         5
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     4
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 6 to page 6
     Mask co-ordinates: Left bottom (397.68 574.21) Right top (407.38 579.06) points
      

        
     0
     397.6817 574.2123 407.3812 579.0621 
            
                
         6
         SubDoc
         6
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     5
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 6 to page 6
     Mask co-ordinates: Left bottom (440.36 540.26) Right top (492.74 550.93) points
      

        
     0
     440.3597 540.2639 492.7373 550.9333 
            
                
         6
         SubDoc
         6
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     5
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 6 to page 6
     Mask co-ordinates: Left bottom (218.24 761.41) Right top (250.25 806.03) points
      

        
     0
     218.2399 761.4136 250.2485 806.0316 
            
                
         6
         SubDoc
         6
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     5
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: From page 3 to page 3
     Mask co-ordinates: Left bottom (176.53 285.17) Right top (200.78 291.96) points
      

        
     0
     176.5319 285.1656 200.7807 291.9553 
            
                
         3
         SubDoc
         3
              

       CurrentAVDoc
          

      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     2
     1
      

   1
  

    
   HistoryItem_V1
   AddMaskingTape
        
     Range: all pages
     Mask co-ordinates: Horizontal, vertical offset 578.09, -3.88 Width 41.71 Height 847.74 points
     Origin: bottom left
      

        
     1
     0
     BL
    
            
                
         Both
         AllDoc
              

       CurrentAVDoc
          

     578.0933 -3.8811 41.7081 847.7409 
      

        
     QITE_QuiteImposingPlus3
     Quite Imposing Plus 3.0e
     Quite Imposing Plus 3
     1
      

        
     110
     111
     110
     111
      

   1
  

 HistoryList_V1
 qi2base





